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N ashoba Analytical, LLC Tel: 9783914428 Fax: 978-391-4643  LabNumber: 163127

31A Willow Road, Ayer MA 01432 Website: http://www.NashobaAnalytical.com Use this number with ali correspondence
Client:
Georgetown Water Department ReportDate:  1/27/2016

1 Moulton Street
Georgetown, MA 01833-1843

Certificate of Analysis

GEORGETOWN WATER DEPT. (GEORGETOWN) 3105000

Parameter Method Result MCL MRL Date of Analysis  Analyst

Treatment Plant-Finished, RS 10010

Sampled: 1/25/2016 2:17:00 PM by J Gallagher

Manganese, MG/L EPA 200.7 0.605 1/27/2016 M-MA1118

MCL=Maximum Contaminant Leve! (EPA Limit), MRL = Minimum Reporting Level

Sodium Guidelines- Mass 20, EPA 250, # = Result Exceeds Limit or Guideling

ND = None Detected (<MRL), * = Background Bacteria Noted < Y
Massachusetts Certified David L. Knowlton

Laboratory #M-MA1118 Laboratory Director Page 1 of 1



Na‘shoba Analytical, LLC Tel: 978-391-4428  Fax: 978-391-4643 LabNumber: @182

31A Willow Rbad, Ayer MA 01432 Website: http://www NashobaAnalytical.com Use this number with all correspondence
Client: |
Georgetown Water Department ReportDate:  4/14/2016

1 Moulton Street
Georgetown, MA 01833-1943

Certificate of Analysis

GEORGETOWN WATER DEPT. (GEORGETOWN) 3105000

Parameter Method Result MCL MRL  Date of Analysis  Analyst

Treatment Plant-Finished, RS 10010

Sampled: 4/13/2016 9:20:00 AM by J Gallagher

Manganese, MG/L EPA 200.7 0.026 4/14/2016 M-MAT118

MCL=Maximum Contaminant Level (EPA Limit), MRL = Minimum Reporting Level
Sodium Guidelines- Mass 20, EPA 250, # = Result Exceeds Limit or Guideline
ND = None Detected (<MRL), * = Background Bacteria Noted z . oE8

Massachusetts Certified David L. Knowlton p £ of 1
Laboratory #M-MA1118 Laboratory Director age



Massachusetts Department of Environmental Protection - Drinking Water Program SOC

Synthetic Organic Contaminant Report Page 1012

PWSID#  |3105000 | City/Town: GEORGETOWN

PWS Name: |GEORGETOWN WATER DEPARTMENT j PWS Class: COM X NTNC []  TNC (]

ki

_ HEOCT I ' [ (Multiple | [ (Rjew ' —
10010 WEST ST. WTP (3G, 4G, 5G) FINISHED WATER Li (Syngle | [x] (Fyinished 132008 e

R

AR

! xRS O ss X Original [} Resubmitted [] Corfirmation [T Resample []Reanalysis [Report Correction

Primary Lab MA Cert. #: M-MA1118 Primary Lab Name: Nashoba Analytical, LI1.C Subcontracted? (Y/N)
Analytical Methods Date Date Analysis Lab
{List All) Extracted Analyzed MA Cert # nalysis Lab Name Lab Sample ID #

EPA515.3 42212015 412612016 M-NHO03 Gral tate Analytical, LLC 165187
EPASDS 4i20/2018 42142016 M-NH003 Grg e Analytical, LLC 166187
EPA504.1 ) 41202015 412012018 . M-NHOO3 G i@ Analytical, LLC 185187
EPA525.2 4/21/2018 412212018 M-NH003 : 2 Analytical, LLG 185187
EPAS31.1 412112018 M-NHO02 ite Siate Anahtical, LLC 165187
Was this Sample . g L

composited by the Lab? COMPOSITE SAMPLE NOTES - Please list the com Source Code ROOXMX-XXX}, up fo five individual sources.

O

LAB SAMPLE NOTES - Information on matrix spike/method blank sample informatio file at our office.

1563-66-2 CARBOFURAN ND 40 0.9 EPA531.1
23135-22-0 OXAMYL (VYDATE) ND 200 1 EPA531.1
94-75-7 - 24-D ND 70 1 EPAS15.3
93-72-1 2,4,5-TP (SILVEX) NB 50 0.25 EPAS516.3
75-99-0 DALAPON ND 200 1 EPA515.3
88-85-7 DINCSEB ND 7 0.5 EPA515.3
1918-02-1 PICLORAM ND 500 1.3 EPA515.3
87-86-5 PENTACHLORQPHENOL ND 1 0.1 EPA515.3
15972-60-8 ALACHLOR ND 2 Q.1 EPAS25.2
1912-24-9 ATRAZINE ND 3 Q.1 EPAE25.2
72-20-8 ENDRIN ND _ 2 0.1 EPA525.2
76-44-8 HEPTACHLOR ND 0.4 0.04 EPAS256.2
1024-57-3 HEPTACHLOR EPOXIDE ND 0.2 0.08 EPA525.2
58-89-9 LINDANE ND 0.2 0.07 EPA526.2
72-43-5 METHOXYCHLOR ND 40 0.1 EPAS525.2
118-74-1 HEXACHLOROBENZENE ND 1 0.1 EPAS525.2
77-47-4 HEXACHLOROCYCLOPENTADIENE ND 50 0.1 EPA525.2
122-34-9 SIMAZINE ND 4 G.1 EPA525.2
50-32-8 BENZO(A)PYRENE ND 0.2 0.1 EPAS525.2
103-23-1 DI{2-ETHYLHEXYL)}ADIPATE ND 400 0.8 EPA525.2
117-84-7 DI{2-ETHYLHEXYL)PHTHALATE ND 8 3 EPA525.2




PWS ID#

Massachusetts Department of Environmental Protection - Drinking Water Program

Synthetic Organic Contaminant Report

3105000

Lab Sample ID#:

sSOC

Page 20f 2

165187

57-74-9] CHLORDANE ND 2 0.2 EPA505
8001-35-2] TOXAPHENE ND 3 1 EPA50S
12674-11-2| PCB ARQCLOR 1016 ND -—- 0.2 EPAS05
11404-28-2] PCB AROCLOR 1221 ND - 0.2 EPASQS5
11141-16-5| PCB AROCLOR 1232 ND 0.2 EPAS05
53469-21-0| PCB ARQCLOR 1242 ND --- 0.2 EPA505
12672-20-6] PCB AROCLOR 1248 ND 0.2 EPAS05
110¢7-69-1| PCB AROCLOR 1254 ND 0.2 EPAS508
11096-82-5| PCB AROCLOR 1260 ND -—- 0.2 EPASQS5
1335-36-3] PCBS (DECACHLOROBIPHENYL) ND 0.5
Monitoring requirements for DBCP and EDB have been waived statewide for SURFACE WATER SOURCES ONLY.
All groundwater sources must monitor for these two contaminant
96-12-8| DIBROMOCHLORQPROPANE (DBCP) ND 0.2 0.02 EPA504.1
106-93-4] ETHYLENEDIBROMIDE (EDB) ND 0.02 EPA504.1
Monitcring reguirements for the following four contaminants have bean waived statewide for both groun rand waler sources, however
monitoring and reporting for Diquat is required for surface waters that have gBtlied Diguat.
85-00-7| DIQUAT 20
145-73-3] ENDOTHALL
1071-53-56| GLYPHOSATE 00
1746-01-8] 2,3,7,8-TCDD (DIOXIN) 0X1
116-06-3| ALDICARE ND 3 1 EPA531.1
1646-88-4{ ALDICARB SULFONE ND 1 EPAS531.1
1646-87-3| ALDICARB SULFOXIDE 4 1 EPA531.1
$3-25-2] CARBARYL 1 EPA531.1
16655-82-6| 3-HYDROXYCARBOFURAN ND 1 EPA531.1
16752-77-5] METHOMYL ND --- 1 EPAS31.1
1918-00-8| DICAMBA 0.18 EPA515.3
309-00-2] ALDRIN 0.1 EPAS25.2
23184-66-9] BUTACHLOR ND -—- 0.1 EPAS525.2
$0-57-1] DIELDRIN ND 0.04 EPA525.2
51218-45-2] METOLACHLOR ND e 0.1 EPA525.2
21087-64-2] METRIBUZIN ND 100 0.1 EFPA525.2
1918-16-7| PROPACHLOR ND 0.1 EPAS525.2

515.3

2,4-Dichlorophenyl acetic acid

102

* No MCL, however, the DEP Office of Research and Standards has established a guideline (ORSG

) limit for this contaminant.

525.2

1,3-Dimethyi-2-
nitrobenzene

104

526.2

Pyreng-d10

91

§25.2

Triphenylphosphate

121

525.2

Perylene-d12

74

I certify under penalties of law that | am the person
authorized to filf out this form and the information contained herein
is frue, accurafe and complete fo the best extent of my knowledge.

Primary Lab Director Signature:

Z

Date: 8 —2~/la

If nof submitting these results electronically, malt TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the
month in which you received this report or no later than 10 days after the end of the reporting

DEP REVIEW

STATUS (Initial & Date)

Review

L1 Acce pted

[ Disapproved

Comments

] waTs
Data Entered




N #shoba Apivtical, LLC

Tel: 978-391-4428 Fax: 978-391-4643

LabNumber:

165616

31A Willow Road, Ayer MA 01432
Client:

Georgetown Water Department
1 Moulton Street
Georgetown, MA 01833-1943

Website: hitp.//www NashobaAnalytical.com

Certificate of Analysis

GEORGETOWN WATER DEPT. (GEORGETOWN) 3105000

Parameter Method

Treatment Plant-Finished, RS 10010
Sampled: 4/28/2016 1:00:00 PM by J Gallagher
Nitrate as N, MG/L EPA 300.0

Result MCL

ND 10

MCL=Maximum Contaminant Level (EPA Limif), MRL = Minimum Reporting Leval
Sodium Guidelines- Mass 20, EPA 250, # = Result Exceeds Limit or Guideling
ND = None Detected {(<MRL), *= Background Bacteria Noted

Massachusetts Certified
Laboratory #M-MA1118

Use this number with all correspondence

ReportDate: 5/212018
MRL  Date of Analysis  Analyst
4/29/20186 M-MA1118

|

David L. Knowlton

Laboratory Director Page 1 of 1



1

N ashoba Ay aivtical, LLC

Tel: 978-391-4428 Fax: 978-391-4643

168162

LabNumber:

314 Willow Road, Ayer MA 01432
Client:

Georgetown Water Department
1 Moulton Street

Georgetown, MA 01833-1943

" Website: hitp://www_ NashobaAnalytical.com

a

Certificate of Analysis

GEORGETOWN WATER DEPT. (GEORGETOWN) 3105000

Parameter Method

Treatment Plant-Finished, RS 10010

Sampled: 7/12/2016 8:30:00 AM by J. Gallagher

Perchlorate, UG/L EPA 314.0

Result MCL

ND 2

Use this number with all correspondence

ReportDate:  7/21/2016

MRL  Daie of Analysis  Analyst

0.05 7/119/2016 M-MAQQS

MCL=Maximum Contaminant Level (EPA Limit), MRL = Minimum Reporting Level
Sodium Guidelines- Mass 20, EPA 250, # = Result Exceeds Limit or Guideline
ND = None Detected (<MRL), * = Background Bacteria Noted

Analysis performed according to 310CMR42.00
Massachusetts Certified

_ Laboratory #M-MA1118

David L. Knowl

witon Page 1 of 1
Laboratory Director



Massachusetts Department of Environmental Protection - Drinking Water Program VOC

Volatile Organic Contaminant Report Page 1 of 2

comM XINTNC [IINc [

PWS Class:

[l (Multiple
O (S)ingle

. 7M2{2016 J. Gallagher

Cotrection

iliring sample’e

Primary Lab MA Cert #: M-MA1118
Analysis Lab MA Cert #: M-MAD72
: ed

i

Primary Lab Name: | Nashoba Analytical

Analysis Lab Name: |New England Chrom

1430 |BENZENE 5
55.03.5 |CARBON TETRACHLORIDE ND 5 0.50
76.35.4  [11-DICHLOROETHYLENE ND 7 0.50
107-06.02 |1:2-DICHLOROETHANE ND 5 0.50
105.46.7 |PARA-DICHLO ND 5 0.50
79.01.6 | TRICHLOROI ND 5 0.50
71556  |1+1:1-TRIGHLG ND 200 - 0.50
75.01-4 |VINYL CHLORID ND 2 0.50
108-90-7 |MONOCHLOROBENZENE ND ' 100 0.50
95.50.¢ |0-DICHLOROBENZENE ND 500 0.50
156-60-5 | TRANS-1,2-DICHLOROETHYLENE ND {00 0.50
156-50.2 | C!8-1,2-DICHLOROETHYLENE ND 70 0.50
78.875  |1:2-DICHLOROPROPANE ND 5 0.50
100-41-4 |ETHYLBENZENE ND 700 0.50
100-42.5 |STYRENE ND 100 0.50
3 127-18-4 |TETRACHLOROETHYLENE (PCE) ND § 0.50
jos-8a.3 |TOLUENE : ND 1000 0.50
1330.207 |KYLENES (TOTAL} ND 10000 0.50
75.09.2 |DICHLOROMETHANE ND 5 0.50
120.824 |1,24-TRICHLOROBENZENE ND 70 0.50
76-005 |1.1,2-TRICHLOROETHANE ND 5 0.50




Massachusetts Department of Environmental Protection - Drinking Water Program VOC

Volatile Organic Contaminant Report Page 2 of 2
PWS ID#: 3105000 Lab Sample ID#: 168164

67-66-3 | CHLOROFORM* 138 0.50 109-95-9 | TETRAHYDROFURAN (THF) <10
75-27-4 | BROMODICHLOROMETHANE 4.09 0.50 75.65-0 | TERT-BUTYL ALCOHOL (TBA}* <10
124-48-1 | CHLORODIBROMOMETHANE ND 0.50 - 994-05-8 | TERT-AMYL METHYL ETHER (TAME)* <5
75252 | BROMOFORM ND 0.50 837-92-3 | ETHYL TERTIARY BUTYL ETHER (ETBE) <5
541-73-1 | M-DICHLOROBENZENE ND 0.50 108-20-2 | DIMSOPROPYL ETHER (DIPE) - <5
74-95-3 | DIBROMOMETHANE ND 0.50 87-64-1 | ACETONE" ND | 05
563-586 | 1,1-DICHLORQPROPENE ND 0.50 76-13-1 | FREON 113

75-34-3 | 1,1-DICHLORDETHANE* ND 0.50 78-05-3 | METHYL ETHYL KETONE (MEK)* <10
73245 | 1,1,2,2-TETRACHLOROETHANE ND 0.50 108-10-1 | METHYLASOBUTYL KETONE (MIBK)* <10
142289 | 1,3-DICHLOROPROPANE ND 0.50

74.87-3 | CHLOROMETHANE ND 0.50

74.83.9 | BROMOMETHANE* ND 0.50

96-18-4 | 1,2,3-TRICHLOROPROPANE ND 0.50

530-206 | 1,1,1,2-TETRAGHLOROETHANE ND 0.50

75.00-3 | CHLORGETHANE " ND 0.50

504-207 | 2,2-DICHLOROPROPANE ND 0.50

95.49-8 | O-GHLOROTOLUENE ND 0.50

106-43-4 | P-CHLOROTOLUENE ND 0.50

108-86-1 | BROMOBENZENE ND 0.50

542756 | 1,3-DIGHLOROPROPENE* ND | @

95626 | 1,24-TRIMETHYLBENZENE ND

87616 | 1,2,3-TRICHLOROBENZENE ND 0.50

103-651 | N-PROPYLBENZENE ND 0.50

104-51-8 | ~N-BUTYLBENZENE ND

9120-3 | NAPHTHALENE* ND

87.68-3 | HEXACHLOROBUTADIENE ND 0.5

108-67-8 | 1,3,5-TRIMETHYLBENZENE ND 50

99876 | P-ISOPROPYLTOLUENE ND 0.50

08-62-8 | |SOPROPYLBENZENE 0.50

98-06-6 | TERT-BUTYLBENZENE D 0.50

135-98-6 | SEC-BUTYLBENZENE ND 0.50

7569-4 | FLUOROTRICHLOROMETHANE 0.50

75-71-8 | DICHLORODIFLUOROMETHANE® ND 0.50 [0 Check this box if attaching lab report to show additional VOG
74-97-5 | BROMOCHLOROMETHANE ND 0.50 results/contaminants tested.
4004 mﬁTBHQ;;TERﬂARY BUTYL ETHER D 050

¥ Required

* DEP ORSG limit established

1,2-Dichlorobenzene-d4 106
Bromoflourohenzene 84

il

Primary Lab Director Signature:

Date: 7- I4"'/é

i i

If not submitting these resuils electronically, mait TWO copies of this report to your DEP Regionaf Office no fater than 10 days affer the end of the month in which you
received this report or no later than 10 days after the end of the reporting period, whichever is sconer.

DEP REVIEW STATUS (injtiai & Date) Review| O wars
Accepted L Disapproved ——————— Comments Data Entered




Haloacetic Acids Report

Massachusetts Departrnent of Environmental Protection - Drinking Water Program

HAAS

PWS ID #: | 3105000 | city/Town] - GEORGETOWN
PWS Name: | GEORGETOWN WATER DEPT. | PWS Class: XCOM  NTNC
DEP LOCATION
(LOC) ID# DEP Location Name Date Collected Collected By
A 902 12 BAILEY LANE f(filtered) 8/3/2018 L Mammolette
B 902 12 BAILEY LANE { tap) 8/3/2018 L Mammolette
¢ 905 PATRIOTS LANE BOOSTER STATION 8/3/2016 L Mammolette
D
Routine or Original, Resubmitted or If Resubmitted Repor, list below:

Special Sample

Confirmation Report

. (1) Reason for Resubmission

{2) Collection Date of Original Sample

- Resample

A XRS S8 X Original  Resubmitted  Confirmation Ri y Report G

B XRS 85 X Origihal  Resubmitted ‘Cunﬂrmat‘ton ’ Resmpls- Reanalysls. Report  Correclion

c X RS $S X Original  Resubmitted  Confirmation Resampla  Reanalysis ~ Report  Cosvaciion

p RS 85 Original  Resubritted  Confirmation Resample  Recnalysis Repﬁ;%%-g;(:ormdion
SAMPLE NOTES 2

|

Primary Lab MA Cert. #:

Analysis Lab MA Cert. #:

RESULTS' ugiL
Contaminant B c I D
TOTAL HAAS 22.6 28.6
MONOCHLORCACETIC ACID 2.77 1.30
DICHLOROACETIC ACID E 10.7 3.52
TRICHLOROACETIC ACID 1 -ND 9.10 23.8
MONOBROMOACETIC ACID 1 ND ND ND
DIBROMOACETIC ACID 1 ND . ND ND
Lab Method EPA 552.2 EPA 552.2 EPA 552.2 EPA 552.2
Date Extracted 8/10/2016 8/10/2016 8/10/2016
Date Analyzed 8/10/2016 8/10/20186 8/10/2016
Lab Sample {D# 169179-1 169179-2 169179-3
Surrogate: % 2,3-dibromopropionic acid 111 90 103

! Repart result as a number greater than 0 or ND (not a < MDL valug).

LAB SAMPLE NOTES

o] o] IO »

1 ceriify under psnaffies of law that [ em the persocn authorized fo fi out #his form and the information
contained fiereln is true, accurale end completo fo the best exlent of my knowledge.

Fi
.‘d L I r /
Primary Lab Director Signature:

Date:l § :Z ZZ |

If not submitfing these results electronically, mail TWQ capies of this report to your DEP Regional Office no later than 10 days after the end of the
month in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

DEP REVIEW STATUS (Initial & Date)

Accepted

Disapproved

Revie
Comments

WQTS

Data Entered




Total Trihalomethanes Report

Massachusetts Department of Environmental Protection - Drinking Water Program

THM

PWS ID #: | 3105000 City / Town:| GEORGETOWN
PWS Name: | GEORGETOWN WATER DEPT. | PWS Class: X COM  NTNC
DEP LOCATION Sample
{LOC) ID# DEP Location Name Acidlfied? Date Collected Collected By
A 902 12 BAILEY LANE (filtered) Yes 8/3/2016 L Mammolette
B 902 12 BAILEY LANE ( tap) Yes 8/3/12016 L Mammeoletie
¢ 905 PATRIOTS LANE BOOSTER STATION Yes 8/3/2016 L Mammolette
D
Routine or Original, Resubmitted or If Resubmitted Report, list below:
Special Sample Confirmation Report ) Reseon for Resubmiasion | (2 Collction Datsof Orginaf Sample.
A XRS 88 X Orignal  Resubmitted  Confirmation Resamplo  Reanalysls  Repodt  Gorection
B X RS 85 X Originzl Resubmitted  Confirmation Resampla anzlvsis  Report  Comection .
c XRS S8 X Original ~ Resubmitted  Confirmation Resamplo Corection
D RS 58 Original ~ Resubmited ~ Confirmation Resample ot Gomectien
SAMPLE NOTES

M-MA1118

Primary Lab MA Cert. #:

me:[Nashoba Analytical, LLC

Subcontracted? (Y/N)

Analysis Lab MA Cert. #: [ M-MAD72 Analysis Na New England ChromaChem
MCL 5 RESULTS' ugil
Coﬁtaminant pgiL W A | B C D
TOTAL THMs 80 = ND 49.0 72.5
Bromoiform 0. ND ND ND
Chloroform 0.5 ND 41.3 58.7
Bromodichloromethane 0.5 ND 6.99 12.2
Dibromochloromethane 0.5 ND 0.73 1.56
Lab Method EPA524.2 EPA524.2 - EPA524.2 EPA524.2 - EPA524.2
Date Extracted {561.1 only)
Date Analyzed 8/5/20186 8/5/2016 8152016
Lab Sample ID# 169179-1 169179-2 169179-2
Surrogate #1: % 1,2-dichorobenzene 104 103 104
Surrogate #2: % 4-bromofluorobenzene 96 92 97

' Report result as a number greater than 0 or ND (ot a < MDL value).

LAB SAMPLE NOTES

o] O] @l »

| cerfify under penalties of law that ! am the person authonzed fo fili out this form and the informalion

confained herelrt Is frue, accurate and complete fo the best extent of my knowledge.

If not submitting these resuits electronically, mall TWQ copies of this report to your DEP Regional Office no later than 10 days after the end of the

month in which you raceived this report or no later than 10 days affer the end of the reporting period, whichever is sooner,

DEP REVIEW STATUS (Initial & Date)

Accepted
A

Disapproved

Review
Comments]

WQTs
Data Entered




Nashoba Analytical, LLC

Tel: 978-391-4428 Fax: 978-391-4643

LabMumber:

171943

31A Willow Road, Ayer MA 01432

Client:

Georgetown Water Department

1 Moulton Street

Georgetown, MA 01833-1943

Georgetown Water Department

Parameter

- 75 West Street

Sampled: 10/25/2016 11:15:00 AM by J Gallagher

Aluminum, MG/L
Caleium, MG/L
Copper, MG/L

Iron, MG/L
Magnesium, MG/L
Manganese, MG/L
Potassium, MG/L.
Silver, MG/L

Sodium, MG/L

Zinc, MG/L

Alkalinity, MG/L
Chloride, MG/L

Color Apparent, CU
Hardness, Total, MG/L
Odor, TON

pH, PH AT 25C
Sulfate, MG/L

Total Dissolved Solids, MG/L
Turbidity, NTU

MCL=Maximum Contaminant Level (EPA Limit), MRL = Minimum Reporting Levet

Method

EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
EPA 200.7
SM 23208
EPA 300.0
SM 21208
SM 23408
SM 21508
SM 4500-H-B
EPA 300.0
SM 2540C
EPA 180.1

Website: http://www. NashobaAnalytical.com

Certificate of Analysis

Result

0.07
288 .
0.39
0.04
4.7
0.01
31.6
ND
244
0.01
92
36.1
ND
N

71
325
232

0.1

Sodium Guidelines- Mass 20, EPA 250, # = Result Exceeds Limit or Guideline
ND = None Detected {(<MRL), * = Background Bacteria Noted
Analysis performed according to 310CMR42.00

Massachuselts Certified
Laboeratory #M-MA1118

MCL

0.2
Not Spec
1.3
0.3
Not Spec
0.05
Not Spec
0.1
See Note
5
Not Spec
250
15
Not Spec
3
65-85
250
500
Not Spec

MRL

0.02
0.2
0.003
0.003
0.1
0.002
0.1
0.003
0.2
0.002

Use this number with all correspondence

ReportDate: 11172016

Date of Analysis

111120186
11172016
1111/2016
11/11/2016
112016
1112016
111/2016
11/1/2016
11172016
1112016
10/28/2016
10/26/201 6
10/26/2016
11/1/2016
10/26/2016
10/26/2016
10/26/2016
10/31/2016
10/26/2016

7.

David L. Knowiton
Laboratory Director

Analyst

M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MAt118
M-MAT118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118
M-MA1118

Page 1 of 1



‘Massachusetts Department of Environmental Protection - Drinking Water Program SOC

Synthetic Organic Contaminant Report Page 112

PWSID#  |3105000 | City/Town:|GEORGETOWN i

PWS Name: |GEORGETOWN WATER DEPARTMENT | PWS Class: COM X NTNG L1 TNC []

WEST ST. WTP (3G, 4G, 5G) FINISHED

X Original [] Resubmitted [ Confirmation

Primary Lab MA Cert. #: M-MA1118 Primary Lab Name: Nashcba Analytical, LLC JSubcontracted? {Y/N)
Analytical Methods Date Date Analysis Lab
(List Al) Extracted Analyzed MA Cert # alysis Lab Name Lab Sample ID #
EPA515.3 11102016 1110/2018 M-NHO03 ieate Analytical, LLC 172138
EPAS05 1117/2016 11712016 M-NHO03 Analytical, LLC 172136
EPAS04.1 11712018 11772018 M-NHO03 e Analytical, LLC 172136
EPA525.2 11/10/2016 1171142018 M-NHOD3 tale Analytical, LLG 172136
EPAS31.1 1111512018 M-NHOO03 ite State Analytical, LLC 172136
Was this Sampl " I L

com pg:“e ;b:t'l‘:'e’ tah | COMPOSITE SAMPLE NOTES - Please list the 5 by DER Source Code (YXOCCXXX-XXX), up to five individual sources.

]

LAB SAMPLE NOTES - Information on matrix spike/method blank sample informatl

5 on file at our office.

16563-66-2 CARBOFURAN ND 40 0.9 EPAS31.1
23135-22-0 OXAMYL (VYDATE) ND 200 1 EPA531.1
94-75-7 2,4-D ND 70 1 EPA515.3
93-72-1 2,4,5-TP (SILVEX) ND 50 0.25 EPA515.3
75-88-0 DALAFON ND 200 1 EPA515.3
88-85-7 DINCSEB ND 7 0.5 EPA515.3
1918-02-1 PICLORAM ND 500 1.3 EPA515.3
87-86-6 PENTACHLOROPHENOL ND 1 0.1 EPA§16.3
16972-60-8 ALACHLOR ND 2 0.1 EPAS525.2
1912-24-2 ATRAZINE ND 3 Q.1 EPA525.2
72-20-8 ENDRIN ND 2 0.1 EPAS§25.2
76-44-8 HEPTACHLOR ND 0.4 0.04 EPAS525.2
1024-57-3 HEPTACHLOR EPOXIDE ND 0.2 0.08 EPAG25.2
58-89-9 LINDANE ND 0.2 0.07 EPAS25.2
72-43-6 METHOXYCHLOR ND 40 0.1 EPA526.2
118-74-1 HEXACHLOROBENZENE ND 1 0.1 EPAS25.2
T7-47-4 HEXACHLOROCYCLOPENTADIENE ND 50 0.1 EPA525.2
122-34-8 SIMAZINE ND 4 0.1 EPA525.2
50-32-8 BENZO(A)PYRENE ND 0.2 0.1 EPA525.2
103-23-1 DI(2-ETHYLHEXYL)ADIPATE ND 400 0.6 EPA525.2
117-81-7 DI{2-ETHYLHEXYL)PHTHALATE ND ;] 3 EPAB25.2
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57-74-9] CHLORDANE ND 2 0.2 EPA505
8001-35-2}] TOXAPHENE ND 3 | EPAS505
12674-11-2f PCB AROCLOR 1016 ND 0.2 EPAS0S
11104-28-21 PCB AROCLOR 1221 ND === 0.2 EPAS05
11141-16-5] PCB ARCCLOR 1232 ND - 0.2 EPAS05
53468-21-8] PCB AROCLOR 1242 ND 02 EPAS0S
12672-20-6] PGB AROCLOR 1248 ND 0.2 EPAS05
11087-69-1] PCB ARDCLOR 1254 ND - 0.2 EPALQS
11096-82-5| PCB AROCLOR 1260 ND 0.2 EPAS0S

1336-36-3] PCBS (DECACHLOROBIPHENYL} ND 0.5

Monitoring requirements for DBCP and EDB have been waived statewide for SURFACE WATER SOURCES ONLY.
All groundwater sources must monitor for these two contaminants.

* '96-12-8| DIBROMOCHLOROPROPANE (DBCP) 1 ND 6.2 0.02 EPAS04.1
106-93-4| ETHYLENEDIBROMIDE (EDB) ND 0.02 0.02 EPAS504.1

§5-00-71 DIQUAT

Monitoring requirements for the following four contaminants have been waived statewide for both groundwater and surface water sources, however
manitering and reporting for Diquat is required for surface watets that have applied Diguat.

145-73-3} ENDOTHALL

1071-53-6{ GLYPHQSATE

1746-01-6] 2,3,7,8-TCDD (DIOXIN)

116-06-3| ALDICARB 1 EPAS31.1
1646-88-4| ALDICARB SULFONE 2> 1 EPAS31.1
1646-87-3} ALDICARB SULFOXIDE 4* 1 EPAS531.1
63-25-2] CARBARYL - 1 EPAS531.1
16655-82-6] 3-HYDROXYCARBOFURAN - 1 EPA531.1
16752-77-5| METHOMYL - 1 EPA531.1
1918-00-9| DICAMBA 0.18 EPA515.3
309-00-2| ALDRIN Q.1 EPAS26.2
23184-66-9| BUTACHLOR ND e 0.1 EPAS525.2
60-57-1] DIELDRIN ND - 0.04 EPAS25.2
51218-45-2]| METOLACHLOR ND o 0.1 EPA525.2
21087-64-0]| METRIBUZIN ND 100* 0.1 EPAS525.2
1918-16-7| PROPACHLOR ND . - 0.1 EPAS26.2

* No MCL, however, the DEP Office of Research and Standards has established a guidefine (ORSG) limit for this contaminant,

515.3 2,4-Dichlorophenyl acetic acid 104
1,3-Dimethyl-2-

525.2 nitrobenzene 99

§25.2 Pyrene-d10 100

525.2 Triphenylphosphate 107

525.2 Perylene.d12 85

I certify under penallies of law that | am the person
authorized to fill ouf this form and the information contained herein
is frue, accurate and complete to the best extent of my knowledge.

Primary Lah Director Signature:

Date:

U~ 19 -lh

If not submitting these results electronically, mail TWQ coples of this report o your DEP Regional Office no fater than 10 days after the end of the
month in which you received this report or no Jater than 10 days after the end of the reporting

DEP REVIEW STATUS (Inifial & Date)

Review

L] Accepted

[] Disapproved

Comments

] wats
Data Entered




