
Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.8 12.6 0.80 0.05 0.04 Not Sampled Not Sampled WTP Lab Sink

07/21/14 Not Sampled

08/05/14 6.7 14.2 1.00 0.00 0.03 Not Sampled Not Sampled WTP Lab Sink

08/25/14 7.0 14.7 1.00 0.01 0.03 Not Sampled Not Sampled WTP Lab Sink

09/02/14 7.0 14.7 1.20 0.01 0.03 Not Sampled Not Sampled WTP Lab Sink

09/22/14 7.0 14.7 1.23 0.02 0.01 Not Sampled Not Sampled WTP Lab Sink

10/06/14 7.0 14.5 1.50 0.03 0.02 Not Sampled Not Sampled WTP Lab Sink

12/17/14 7.0 13.5 0.95 0.00 0.06 Not Sampled Not Sampled WTP Lab Sink

01/21/15 7.0 12.8 1.65 0.02 0.02 Not Sampled Not Sampled WTP Lab Sink Sulfide/fate: DL=ND/3.6; M=ND/7.4; C=ND/45.3

02/23/15 6.8 12.2 1.30 0.01 0.02 1.0 19.9 WTP Lab Sink Sulfide/fate: DL=6/5.3; M=ND/9.3; C=ND/52

03/23/15 7.2 13.1 1.40 0.01 0.01 Below MDL 6.3 WTP Lab Sink Sulfide/fate: Not Sampled at Wells

04/15/15 7.1 13.4 1.36 0.01 0.01 Below MDL 7.4 WTP Lab Sink Sulfide/fate: DL=8/5.9; M=ND/10.8; C=ND/7.5

05/19/15 6.9 11.2 1.00 0.07 0.00 Below MDL 6.2 WTP Lab Sink Sulfide/fate: DL=13/5; M=ND/9.3; C=Offline

06/15/15 7.1 14.2 1.40 0.06 0.04 Below MDL 6.0 WTP Lab Sink Sulfide/fate: DL=16/4.2; M=ND/9.2; C=ND/44.6

07/22/15 7.4 16.2 1.35 0.04 0.00 Below MDL 4.6 WTP Lab Sink Sulfide/fate: DL=18/3.2; M=ND/7.4; C=ND/45.6

08/10/15 7.3 14.2 1.29 0.04 0.02 Below MDL 5.1 WTP Lab Sink Sulfide/fate: DL=24/3.6; M=ND/7.9; C=ND/58.9

09/02/15 7.3 16.1 1.62 0.07 0.01 Below MDL 17.6 WTP Lab Sink Sulfide/fate: DL=15/3.2; M=ND/7.1; C=ND/42.4

10/20/15 7.3 15.7 1.48 0.02 0.01 Below MDL 23.7 WTP Lab Sink Sulfide/fate: DL=ND/3.1; M=ND/7.9; C=ND/65.7

11/23/15 7.4 14.0 1.65 0.05 0.02 Below MDL 23.2 WTP Lab Sink Sulfide/fate: DL=3.0/3.1; M=ND/8.2; C=ND/68.6

12/15/15 7.4 14.0 1.52 0.01 0.02 Below MDL 24.7 WTP Lab Sink Sulfide/fate: DL=7.0/3.3; M=ND/8.5; C=ND/70.6

01/20/16 7.4 12.3 1.40 0.01 0.02 Below MDL 20.1 WTP Lab Sink Sulfide/fate: DL=8.0/4.3; M=ND/9.9; C=ND/69.8

02/23/16 7.4 13.5 1.71 0.01 0.03 Below MDL 14.2 WTP Lab Sink Sulfide/fate: DL=5.0/4.1; M=ND/9.1; C=ND/64.2

03/24/16 7.4 13.0 1.68 0.01 0.00 Below MDL 19.3 WTP Lab Sink Sulfide/fate: DL=6.0/4.6; M=Offline; C=ND/62.3

04/27/16 7.5 12.0 1.70 0.01 0.01 Below MDL 18.2 WTP Lab Sink Sulfide/fate: DL=4.0/3.8; M=ND/8.1; C=ND/57.7

05/24/16 7.5 12.9 1.60 0.01 0.02 Below MDL 19.9 WTP Lab Sink Sulfide/fate: DL=5.0/3.9; M=ND/9.3; C=ND/62.3

06/28/16 7.3 15.8 1.70 0.02 0.01 Below MDL 14.4 WTP Lab Sink Sulfide/fate: DL=17.0/3.0; M=ND/8.2; C=ND/63.3

07/21/16 7.4 14.6 1.70 0.03 0.02 Below MDL 15.0 WTP Lab Sink Sulfide/fate: DL=15.0/2.7; M=ND/8.2; C=ND/65.6

08/23/16 7.2 15.5 1.50 0.03 0.02 Below MDL 13.1 WTP Lab Sink Sulfide/fate: DL=5.0/3.1; M=ND/8.1; C=ND/59.4

09/20/16 7.2 15.9 1.70 0.03 0.02 Below MDL 5.6 WTP Lab Sink Sulfide/fate: DL=9.0/4.0; M=ND/8.9; C=Offline

10/18/16 7.3 16.0 1.70 0.02 0.01 Below MDL 19.8 WTP Lab Sink Sulfide/fate: DL=5.0/5.8; M=ND/9.7; C=ND/48.9

11/16/16 7.3 14.5 1.70 0.01 0.01 Below MDL 40.4 WTP Lab Sink Sulfide/fate: DL=Offline; M=ND/20.1; C=ND/62.3

12/14/16 7.3 13.5 1.70 0.02 0.01 Below MDL 50.5 WTP Lab Sink Sulfide/fate: DL=Offline; M=ND/32.6; C=ND/72.1

01/17/17 7.3 11.6 1.70 0.02 0.01 Below MDL 48.6 WTP Lab Sink Sulfide/fate: DL=Offline; M=ND/28.3; C=ND/71.1

02/22/17 7.3 12.0 1.80 0.01 0.01 Below MDL 47.0 WTP Lab Sink Sulfide/fate: DL=Offline; M=ND/25.1; C=ND/72.5

03/22/17 7.3 12.4 1.75 0.01 0.01 Below MDL 44.3 WTP Lab Sink Sulfide/fate: DL=Offline; M=ND/21.1; C=ND/69.6

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.8 16.0 1.15 1.15 0.11 Not Sampled 4.8 Spigot

07/21/14 6.9 16.4 0.90 1.50 0.16 Below MDL Not Sampled Spigot

08/04/14 6.8 17.0 0.80 1.60 0.21 1.0 4.6 Spigot

08/25/14 7.1 16.4 1.00 1.90 0.30 Below MDL 3.3 Spigot

09/09/14 7.0 17.5 0.20 1.50 0.80 Not Sampled Not Sampled Spigot

09/22/14 6.9 15.8 0.10 2.20 0.27 Below MDL 3.7 Spigot

10/07/14 7.1 16.8 0.30 2.10 0.30 1.0 2.5 Spigot

12/18/14 7.1 13.2 0.12 2.50 0.12 1.0 3.3 Spigot Last Sample; New Whole House Filter Installed

04/20/15 7.3 11.2 0.00 2.37 0.10 Not Sampled Not Sampled Spigot Started Sampling 112 West Street

05/20/15 7.3 12.4 0.20 1.20 0.03 Not Sampled Not Sampled Spigot

06/15/15 7.3 14.8 0.10 1.50 0.14 Not Sampled Not Sampled Spigot

07/20/15 7.2 18.6 0.40 1.60 0.30 Not Sampled Not Sampled Spigot

08/10/15 7.5 19.0 0.30 1.30 0.42 Not Sampled Not Sampled Spigot

09/03/15 7.4 22.1 0.10 1.10 0.30 Not Sampled Not Sampled Spigot

10/19/15 7.9 14.9 0.20 0.88 0.29 Not Sampled Not Sampled Spigot

11/25/15 7.7 14.2 0.10 1.10 0.33 Not Sampled Not Sampled Spigot

12/14/15 7.6 15.5 0.56 0.22 0.08 Not Sampled Not Sampled Fire Hydrant House is Vacant; Closing on 01/16/16

01/19/16 7.7 11.1 0.30 1.10 0.16 Not Sampled Not Sampled Kitchen Sink New Owners

02/24/16 7.6 8.6 0.40 0.91 0.13 Not Sampled Not Sampled Spigot

03/30/16 7.7 11.2 0.20 0.90 0.10 Not Sampled Not Sampled Fire Hydrant 112 West Street Installed High End

05/03/16 7.8 12.5 0.04 0.68 0.09 Not Sampled Not Sampled Fire Hydrant Whole House Filtration System

05/25/16 8.0 13.3 0.40 0.30 0.06 Not Sampled Not Sampled Fire Hydrant

06/28/16 7.6 16.3 0.10 0.74 0.06 Not Sampled Not Sampled Fire Hydrant Flushed 20 min @ 75 gpm Before Sampling

07/23/16 7.6 21.3 0.30 1.07 0.09 Not Sampled Not Sampled Spigot Spigot is before house filter system

08/24/16 7.6 20.6 0.10 0.90 0.09 Not Sampled Not Sampled Spigot

09/20/16 7.7 19.7 0.40 0.97 0.09 Not Sampled Not Sampled Spigot

10/18/16 7.8 17.7 0.30 1.00 0.05 Not Sampled Not Sampled Spigot

11/16/16 7.5 12.0 0.10 0.66 0.10 Not Sampled Not Sampled Spigot

12/14/16 Spigot Off; Called Owner for Inside Sampling

01/18/17 7.4 7.2 0.20 0.05 0.01 Not Sampled Not Sampled Spigot

02/24/17 7.5 5.6 0.10 0.30 0.06 Not Sampled Not Sampled Spigot

03/27/17 7.4 5.3 0.10 0.10 0.05 Not Sampled Not Sampled Spigot

Sample No. 1 75 West Street WTP Finished Water

2014-2017 Townwide Baseline Sampling

112 West Street Residential Customer on 6-inch CICL Dead End

70 Uptack Road Residential Customer on 6-inch CICL Dead End (West Street turns into Uptack Road; house is partly in Georgetown)

Sample No. 2 111 West Street Residential Customer on 6-inch CICL Dead End



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 7.0 17.0 0.02 0.02 0.06 Not Sampled Not Sampled Spigot

07/21/14 6.9 17.0 0.70 0.34 0.11 Not Sampled Not Sampled Spigot

08/05/14 7.1 17.2 0.40 0.24 0.15 Not Sampled Not Sampled Spigot

08/26/14 7.0 16.0 1.00 0.22 0.19 Not Sampled Not Sampled Spigot

09/03/14 7.0 19.4 0.30 0.30 0.19 Not Sampled Not Sampled Spigot

09/22/14 6.9 16.7 0.30 0.60 0.30 Not Sampled Not Sampled Spigot

10/06/14 6.9 14.6 0.10 0.50 0.30 Not Sampled Not Sampled Spigot

12/17/14 7.3 13.0 0.30 0.36 0.29 Not Sampled Not Sampled Kitchen Sink

01/21/15 7.3 10.6 0.10 0.04 0.05 Not Sampled Not Sampled Kitchen Sink

02/23/15 Not Sampled; Frozen Spigot

03/24/15 7.1 6.9 0.30 0.08 0.00 Not Sampled Not Sampled Spigot

04/20/15 7.2 11.9 0.10 0.20 0.02 Not Sampled Not Sampled Spigot

05/20/15 7.3 12.2 0.40 0.14 0.02 Not Sampled Not Sampled Spigot

06/15/15 7.2 14.5 0.20 0.20 0.03 Not Sampled Not Sampled Spigot

07/20/15 7.5 20.8 0.50 0.21 0.04 Not Sampled Not Sampled Spigot

08/10/15 7.3 18.3 0.10 0.20 0.07 Not Sampled Not Sampled Spigot

09/03/15 7.6 21.2 0.20 0.10 0.06 Not Sampled Not Sampled Spigot

10/19/15 7.2 9.4 0.10 0.14 0.04 Not Sampled Not Sampled Spigot

11/23/15 7.8 11.8 0.00 0.09 0.02 Not Sampled Not Sampled Spigot

12/17/15 7.6 13.6 0.10 0.15 0.00 Not Sampled Not Sampled Spigot

01/21/16 7.5 8.9 0.30 0.02 0.01 Not Sampled Not Sampled Kitchen Sink

02/24/16 7.6 8.2 0.20 0.10 0.04 Not Sampled Not Sampled Spigot

03/23/16 7.7 10.2 0.40 0.06 0.01 Not Sampled Not Sampled Spigot

04/27/16 7.8 12.2 0.20 0.07 0.02 Not Sampled Not Sampled Spigot

05/25/16 7.8 13.2 0.40 0.04 0.01 Not Sampled Not Sampled Spigot

06/29/16 7.4 16.2 0.40 0.14 0.02 Not Sampled Not Sampled Spigot

07/19/16 7.6 21.5 0.10 0.10 0.02 Not Sampled Not Sampled Spigot

08/24/16 7.8 21.9 0.10 0.09 0.03 Not Sampled Not Sampled Spigot

09/20/16 7.4 18.6 0.40 0.08 0.02 Not Sampled Not Sampled Spigot

10/18/16 7.5 16.7 0.30 0.14 0.08 Not Sampled Not Sampled Spigot

11/16/16 7.5 12.0 0.10 0.08 0.02 Not Sampled Not Sampled Spigot

12/14/16 7.5 11.4 0.20 0.04 0.02 Not Sampled Not Sampled Spigot

01/18/17 7.4 6.8 0.20 0.07 0.01 Not Sampled Not Sampled Spigot

02/24/17 7.5 7.2 0.30 0.06 0.01 Not Sampled Not Sampled Spigot

03/27/17 7.4 6.1 0.10 0.00 0.01 Not Sampled Not Sampled Spigot

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 6.9 14.0 0.04 0.00 0.05 Not Sampled Not Sampled Spigot

07/21/14 7.0 16.5 0.80 0.17 0.02 Not Sampled Not Sampled Spigot

08/05/14 6.9 16.8 0.80 0.00 0.01 Not Sampled Not Sampled Spigot

08/25/14 7.0 15.6 0.90 0.06 0.05 Not Sampled Not Sampled Spigot

09/10/14 7.0 16.5 0.50 0.00 0.02 Not Sampled Not Sampled Spigot

09/22/14 6.9 16.9 0.50 0.01 0.05 Not Sampled Not Sampled Spigot

10/06/14 7.0 15.4 1.00 0.08 0.03 Not Sampled Not Sampled Spigot

12/17/14 7.0 9.8 0.60 0.01 0.00 Not Sampled Not Sampled Spigot

01/22/15 6.9 8.8 0.20 0.00 0.00 Not Sampled Not Sampled Spigot

02/23/15 6.9 9.4 0.60 0.01 0.01 Not Sampled Not Sampled Kitchen Sink

03/24/15 7.0 7.2 0.50 0.01 0.00 Not Sampled Not Sampled Spigot

04/15/15 7.1 8.7 1.30 0.01 0.01 Not Sampled Not Sampled Spigot

05/20/15 7.2 11.6 0.60 0.00 0.00 Not Sampled Not Sampled Spigot

06/15/15 6.9 15.0 0.50 0.06 0.02 Not Sampled Not Sampled Spigot

07/20/15 7.7 19.4 0.90 0.03 0.02 Not Sampled Not Sampled Spigot

08/10/15 7.3 17.7 0.60 0.10 0.03 Not Sampled Not Sampled Spigot

09/03/15 7.3 20.6 0.60 0.02 0.01 Not Sampled Not Sampled Spigot

10/19/15 7.3 12.4 0.20 0.12 0.01 Not Sampled Not Sampled Spigot

11/23/15 7.7 13.0 0.40 0.09 0.03 Not Sampled Not Sampled Spigot

12/16/15 7.7 12.5 0.60 0.02 0.01 Not Sampled Not Sampled Spigot

01/19/16 7.3 11.8 0.50 0.05 0.01 Not Sampled Not Sampled Spigot

02/24/16 7.4 8.8 0.80 0.00 0.03 Not Sampled Not Sampled Spigot

03/23/16 7.6 10.4 0.90 0.06 0.02 Not Sampled Not Sampled Spigot

04/26/16 7.7 10.4 0.70 0.04 0.03 Not Sampled Not Sampled Spigot

05/25/16 7.7 13.1 1.10 0.00 0.01 Not Sampled Not Sampled Spigot

06/29/16 7.4 16.4 0.90 0.10 0.04 Not Sampled Not Sampled Spigot

07/19/16 7.5 17.3 1.10 0.04 0.00 Not Sampled Not Sampled Spigot

08/24/16 7.6 22.0 1.00 0.09 0.05 Not Sampled Not Sampled Spigot

09/20/16 7.5 19.4 1.30 0.10 0.01 Not Sampled Not Sampled Spigot

10/18/16 7.4 16.2 1.20 0.00 0.01 Not Sampled Not Sampled Spigot

11/16/16 7.5 14.6 1.20 0.04 0.01 Not Sampled Not Sampled Spigot

12/13/16 7.4 12.1 1.20 0.05 0.00 Not Sampled Not Sampled Spigot

01/18/17 7.4 6.8 1.40 0.08 0.02 Not Sampled Not Sampled Spigot

02/23/17 7.5 4.8 1.30 0.03 0.01 Not Sampled Not Sampled Spigot

03/22/17 7.4 7.4 1.20 0.00 0.01 Not Sampled Not Sampled Spigot

Sample No. 3 39 Spofford Street Residential Customer on 8-inch DICL Dead End

Sample No. 4 12 Taylor Street Residential Customer on 8-inch DICL Loop



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.6 15.2 0.06 0.06 0.00 Not Sampled Not Sampled Spigot

07/21/14 6.7 17.0 0.20 0.09 0.03 Not Sampled Not Sampled Spigot

08/05/14 6.9 16.8 0.80 0.07 0.00 Not Sampled Not Sampled Spigot

08/25/14 6.7 18.1 0.10 0.01 0.02 Not Sampled Not Sampled Spigot

09/02/14 6.7 18.7 0.20 0.05 0.02 Not Sampled Not Sampled Spigot

09/23/14 7.0 18.6 0.00 0.00 0.02 Not Sampled Not Sampled Spigot

10/06/14 6.7 17.2 0.10 0.40 0.06 Not Sampled Not Sampled Spigot

12/17/14 6.9 9.6 0.00 0.00 0.01 Not Sampled Not Sampled Spigot

01/22/15 7.1 9.4 0.00 0.00 0.00 Not Sampled Not Sampled Spigot

02/23/15 7.2 9.2 0.40 0.04 0.01 Not Sampled Not Sampled Sink

03/23/15 7.1 8.0 0.40 0.05 0.02 Not Sampled Not Sampled Sink

04/15/15 7.0 7.4 0.20 0.04 0.02 Not Sampled Not Sampled Sink

05/21/15 7.1 14.2 0.30 0.02 0.00 Not Sampled Not Sampled Sink

06/15/15 7.0 14.8 0.20 0.06 0.01 Not Sampled Not Sampled Sink

07/20/15 7.5 18.9 0.70 0.05 0.01 Not Sampled Not Sampled Sink

08/10/15 7.3 20.2 0.20 0.10 0.01 Not Sampled Not Sampled Sink

09/04/15 7.3 21.0 0.20 0.03 0.01 Not Sampled Not Sampled Sink

10/19/15 7.5 16.8 0.10 0.05 0.01 Not Sampled Not Sampled Sink

11/24/15 7.6 14.5 0.10 0.07 0.02 Not Sampled Not Sampled Sink

12/16/15 7.7 14.0 0.40 0.07 0.02 Not Sampled Not Sampled Sink

01/19/16 7.4 9.5 0.20 0.06 0.02 Not Sampled Not Sampled Sink

02/24/16 7.6 9.8 0.30 0.01 0.02 Not Sampled Not Sampled Sink

03/23/16 7.6 11.2 0.40 0.05 0.03 Not Sampled Not Sampled Sink

04/26/16 7.6 11.5 0.50 0.03 0.02 Not Sampled Not Sampled Sink

05/26/16 7.7 13.2 0.40 0.03 0.01 Not Sampled Not Sampled Sink

06/29/16 7.3 17.3 0.30 0.05 0.02 Not Sampled Not Sampled Sink

07/19/16 7.4 17.5 0.30 0.05 0.02 Not Sampled Not Sampled Sink

08/23/16 7.3 18.9 0.40 0.06 0.02 Not Sampled Not Sampled Sink

09/21/16 7.2 19.6 0.30 0.06 0.01 Not Sampled Not Sampled Sink

10/18/16 7.4 16.7 0.30 0.06 0.02 Not Sampled Not Sampled Sink

11/16/16 7.3 14.0 0.30 0.05 0.01 Not Sampled Not Sampled Sink

12/13/16 7.3 12.1 0.30 0.04 0.01 Not Sampled Not Sampled Sink

01/17/17 7.3 7.1 0.30 0.11 0.01 Not Sampled Not Sampled Sink

02/22/17 7.5 6.9 0.70 0.04 0.02 Not Sampled Not Sampled Sink

03/21/17 7.5 8.4 0.50 0.06 0.01 Not Sampled Not Sampled Sink

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.6 15.6 0.03 0.03 0.01 Not Sampled Not Sampled Break Room

07/21/14 6.9 18.2 0.40 0.05 0.02 Not Sampled Not Sampled Break Room

08/05/14 6.8 18.9 0.50 0.03 0.02 Not Sampled Not Sampled Break Room

08/25/14 6.7 18.7 0.40 0.07 0.02 Not Sampled Not Sampled Break Room

09/02/14 6.7 18.2 0.10 0.01 0.05 Not Sampled Not Sampled Break Room

09/23/14 7.0 17.6 0.50 0.00 0.03 Not Sampled Not Sampled Break Room

10/06/14 6.6 16.8 0.00 0.40 0.05 Not Sampled Not Sampled Break Room

12/17/14 6.8 9.1 0.10 0.06 0.00 Not Sampled Not Sampled Break Room

01/21/15 7.2 9.4 0.10 0.02 0.01 Not Sampled Not Sampled Break Room

02/23/15 7.1 7.8 0.30 0.01 0.02 Not Sampled Not Sampled Break Room

03/23/15 7.2 7.6 0.30 0.00 0.02 Not Sampled Not Sampled Break Room

04/15/15 6.9 7.1 0.30 0.06 0.02 Not Sampled Not Sampled Break Room

05/21/15 7.1 14.7 0.40 0.01 0.00 Not Sampled Not Sampled Break Room

06/15/15 7.1 16.2 0.30 0.14 0.01 Not Sampled Not Sampled Break Room

07/20/15 7.7 19.8 0.20 0.04 0.02 Not Sampled Not Sampled Break Room

08/10/15 7.3 21.2 0.30 0.01 0.04 Not Sampled Not Sampled Break Room

09/04/15 7.4 20.8 0.10 0.05 0.02 Not Sampled Not Sampled Sink

10/19/15 7.3 16.9 0.10 0.04 0.02 Not Sampled Not Sampled Sink

11/24/15 7.4 15.4 0.20 0.07 0.01 Not Sampled Not Sampled Sink

12/16/15 7.7 15.1 0.30 0.10 0.02 Not Sampled Not Sampled Sink

01/19/16 7.5 10.6 0.10 0.03 0.01 Not Sampled Not Sampled Sink

02/24/16 7.6 9.6 0.30 0.00 0.02 Not Sampled Not Sampled Sink

03/23/16 7.5 11.0 0.30 0.04 0.01 Not Sampled Not Sampled Sink

04/26/16 7.6 11.4 0.40 0.03 0.01 Not Sampled Not Sampled Sink

05/24/16 7.8 13.9 0.50 0.03 0.01 Not Sampled Not Sampled Sink

06/29/16 7.4 18.1 0.30 0.04 0.01 Not Sampled Not Sampled Sink

07/19/16 7.5 19.4 0.40 0.05 0.01 Not Sampled Not Sampled Sink

08/23/16 7.3 20.6 0.30 0.06 0.02 Not Sampled Not Sampled Sink

09/21/16 7.3 20.7 0.20 0.07 0.02 Not Sampled Not Sampled Sink

10/18/16 7.4 18.0 0.20 0.07 0.02 Not Sampled Not Sampled Sink

11/16/16 7.5 16.7 0.20 0.05 0.02 Not Sampled Not Sampled Sink

12/13/16 7.5 12.5 0.30 0.04 0.03 Not Sampled Not Sampled Sink

01/17/17 7.3 6.5 0.20 0.09 0.01 Not Sampled Not Sampled Sink

02/22/17 7.5 6.6 0.40 0.03 0.01 Not Sampled Not Sampled Sink

03/22/17 7.5 6.5 0.70 0.04 0.00 Not Sampled Not Sampled Sink

Sample No. 6 269 Central Street Nunan's Garden Center on 6-inch CICL Dead End

Sample No. 5 81 Baldpate Road Baldpate Hospital on 10-inch CICL Loop



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 6.8 15.2 0.08 0.08 0.06 Not Sampled Not Sampled Spigot

07/21/14 6.7 17.8 0.50 0.07 0.02 Not Sampled Not Sampled Spigot

08/05/14 6.8 17.4 0.30 0.00 0.01 Not Sampled Not Sampled Spigot

08/25/14 6.9 16.6 0.10 0.01 0.03 Not Sampled Not Sampled Spigot

09/03/14 6.8 17.1 0.20 0.12 0.04 Not Sampled Not Sampled Spigot

09/22/14 6.9 16.8 0.30 0.13 0.05 Not Sampled Not Sampled Spigot

10/06/14 7.1 15.8 0.20 0.20 0.05 Not Sampled Not Sampled Spigot

12/17/14 7.1 10.2 0.20 0.00 0.02 Not Sampled Not Sampled Spigot

01/21/15 7.3 9.6 0.20 0.03 0.01 Not Sampled Not Sampled Spigot

02/19/15 6.9 8.5 0.20 0.00 0.02 Not Sampled Not Sampled Spigot

03/23/15 7.1 7.4 0.30 0.06 0.02 Not Sampled Not Sampled Spigot

04/15/15 7.0 9.2 0.05 0.02 0.01 Not Sampled Not Sampled Spigot

05/20/15 7.2 11.2 0.50 0.02 0.00 Not Sampled Not Sampled Spigot

06/15/15 7.0 14.6 0.40 0.04 0.01 Not Sampled Not Sampled Spigot

07/20/15 7.6 17.8 0.20 0.06 0.01 Not Sampled Not Sampled Spigot

08/10/15 7.2 19.7 0.40 0.02 0.00 Not Sampled Not Sampled Spigot

09/03/15 7.5 21.8 0.40 0.03 0.01 Not Sampled Not Sampled Spigot

10/19/15 7.4 15.8 0.20 0.07 0.01 Not Sampled Not Sampled Spigot

11/24/15 7.3 14.8 0.20 0.06 0.03 Not Sampled Not Sampled Spigot

12/16/15 7.8 13.4 0.20 0.04 0.00 Not Sampled Not Sampled Spigot

01/21/16 7.6 9.2 0.20 0.02 0.00 Not Sampled Not Sampled Spigot

02/24/16 7.5 8.9 0.40 0.02 0.01 Not Sampled Not Sampled Spigot

03/23/16 7.6 12.2 0.10 0.08 0.01 Not Sampled Not Sampled Spigot

04/26/16 7.7 12.1 0.20 0.03 0.01 Not Sampled Not Sampled Spigot

05/25/16 7.8 13.9 0.30 0.04 0.01 Not Sampled Not Sampled Spigot

06/29/16 7.5 17.8 0.20 0.04 0.02 Not Sampled Not Sampled Spigot

07/19/16 7.7 21.9 0.10 0.03 0.02 Not Sampled Not Sampled Spigot

08/24/16 7.5 21.2 0.20 0.02 0.02 Not Sampled Not Sampled Spigot

09/21/16 7.4 19.8 0.50 0.05 0.00 Not Sampled Not Sampled Spigot

10/19/16 7.3 18.4 0.20 0.00 0.00 Not Sampled Not Sampled Spigot

11/17/16 7.4 15.2 0.30 0.02 0.01 Not Sampled Not Sampled Spigot

12/14/16 7.4 11.7 0.40 0.04 0.02 Not Sampled Not Sampled Spigot

01/18/17 7.1 6.0 0.20 0.01 0.01 Not Sampled Not Sampled Spigot

02/23/17 7.5 4.8 0.40 0.01 0.01 Not Sampled Not Sampled Spigot

03/23/17 7.5 6.2 0.90 0.00 0.00 Not Sampled Not Sampled Spigot

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 6.9 20.7 0.03 0.03 0.03 Not Sampled Not Sampled Back Spigot

07/21/14 6.8 18.3 0.20 0.17 0.04 Not Sampled Not Sampled Back Spigot

08/05/14 7.1 18.1 0.40 0.06 0.05 Not Sampled Not Sampled Back Spigot

08/25/14 7.0 19.4 0.30 0.10 0.09 Not Sampled Not Sampled Back Spigot

09/03/14 7.0 20.4 0.30 0.16 0.10 Not Sampled Not Sampled Back Spigot

09/22/14 6.7 19.4 0.20 0.04 0.10 Not Sampled Not Sampled Back Spigot

10/06/14 7.0 16.0 0.40 0.20 0.07 Not Sampled Not Sampled Back Spigot

12/17/14 7.1 9.8 0.20 0.00 0.02 Not Sampled Not Sampled Back Spigot

01/21/15 7.1 9.0 0.00 0.02 0.00 Not Sampled Not Sampled Sink

02/19/15 6.8 10.2 0.10 0.01 0.01 Not Sampled Not Sampled Sink

03/23/15 7.2 6.8 0.10 0.01 0.01 Not Sampled Not Sampled Sink

04/15/15 7.1 9.1 0.20 0.08 0.01 Not Sampled Not Sampled Sink

05/20/15 7.2 16.0 0.40 0.09 0.00 Not Sampled Not Sampled Back Spigot

06/15/15 7.1 16.6 0.30 0.09 0.02 Not Sampled Not Sampled Back Spigot

07/20/15 7.5 19.8 0.30 0.04 0.03 Not Sampled Not Sampled Back Spigot

08/10/15 7.3 21.9 0.00 0.02 0.04 Not Sampled Not Sampled Back Spigot

09/03/15 7.5 22.6 0.30 0.06 0.04 Not Sampled Not Sampled Spigot

10/19/15 7.4 16.7 0.20 0.03 0.01 Not Sampled Not Sampled Spigot

11/24/15 7.4 15.3 0.20 0.07 0.01 Not Sampled Not Sampled Spigot

12/16/15 7.8 14.7 0.20 0.00 0.01 Not Sampled Not Sampled Spigot

01/19/16 7.4 9.6 0.50 0.02 0.07 Not Sampled Not Sampled Spigot

02/24/16 7.5 8.3 0.20 0.03 0.01 Not Sampled Not Sampled Spigot

03/23/16 7.6 10.7 0.30 0.03 0.01 Not Sampled Not Sampled Spigot

04/26/16 7.6 11.2 0.30 0.05 0.02 Not Sampled Not Sampled Spigot

05/25/16 7.8 13.5 0.40 0.03 0.01 Not Sampled Not Sampled Spigot

06/28/16 7.4 17.3 0.30 0.05 0.01 Not Sampled Not Sampled Spigot

07/19/16 7.4 18.8 0.40 0.02 0.01 Not Sampled Not Sampled Spigot

08/23/16 7.2 19.1 0.40 0.03 0.01 Not Sampled Not Sampled Spigot

09/21/16 7.4 20.4 0.40 0.06 0.00 Not Sampled Not Sampled Spigot

10/19/16 7.3 17.9 0.20 0.05 0.01 Not Sampled Not Sampled Spigot

11/16/16 7.4 14.4 0.10 0.02 0.00 Not Sampled Not Sampled Spigot

12/13/16 7.3 11.5 0.30 0.09 0.01 Not Sampled Not Sampled Spigot

01/18/17 7.3 5.5 0.50 0.06 0.01 Not Sampled Not Sampled Spigot

02/21/17 7.5 5.0 0.70 0.03 0.03 Not Sampled Not Sampled Spigot

03/22/17 7.5 5.8 0.40 0.05 0.01 Not Sampled Not Sampled Spigot

Sample No. 8 94 Searle Street GMLD on 8-inch DICL Loop

Sample No. 7 95 Elm Street Residential Customer on 10-inch CICL Loop



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.7 * 0.10 0.13 0.02 Not Sampled 16.8 Filter Room *temp. reading inaccurate

07/22/14 6.7 18.0 0.00 0.24 0.04 Below MDL Not Sampled Filter Room

08/05/14 * * * 0.15 0.05 Below MDL 6.3 Filter Room *data not recorded

08/25/14 6.8 18.2 0.40 0.15 0.05 Below MDL 4.2 Filter Room

09/09/14 6.9 18.7 0.20 0.20 0.04 Below MDL 4.0 Filter Room

09/23/14 7.1 17.6 0.30 0.33 0.06 Below MDL 4.0 Filter Room

10/07/14 7.0 16.7 0.00 0.20 0.07 Below MDL 3.7 Filter Room

12/17/14 6.9 9.4 0.00 0.00 0.03 Below MDL 4.8 Filter Room

01/22/15 7.1 8.5 0.10 0.00 0.00 Below MDL 16.3 Filter Room

02/23/15 6.7 4.3 0.10 0.17 0.01 Below MDL 9.1 Filter Room

03/23/15 * * * 0.03 0.01 Below MDL 6.8 Filter Room *data not recorded

04/15/15 6.9 5.6 0.10 0.07 0.01 Below MDL 7.4 Filter Room

05/19/15 6.9 12.1 0.00 0.08 0.01 Below MDL 6.2 Filter Room

06/16/15 6.9 15.0 0.10 0.14 0.00 Below MDL 13.5 Filter Room

07/21/15 7.3 17.2 0.10 0.18 0.02 Below MDL 4.7 Filter Room

08/11/15 7.4 20.7 0.20 0.09 0.02 Below MDL 5.0 Filter Room

09/02/15 7.2 20.2 0.10 0.05 0.02 Below MDL 15.8 Filter Room

10/20/15 7.4 16.4 0.20 * * Below MDL 19.4 Filter Room *data not recorded

11/23/15 7.6 14.2 0.20 0.02 0.03 Below MDL 23.1 Filter Room

12/15/15 7.4 10.5 0.10 0.05 0.02 Below MDL 24.9 Filter Room

01/20/16 7.4 8.0 0.20 0.09 0.01 Below MDL 21.0 Filter Room

02/23/16 7.5 9.9 0.10 0.08 0.02 Below MDL 14.3 Filter Room

03/23/16 7.6 10.0 0.30 0.03 0.01 Below MDL 18.2 Filter Room

04/27/16 7.5 11.4 0.30 0.05 0.02 Below MDL 18.5 Filter Room

05/24/16 7.7 13.6 0.20 0.02 0.01 Below MDL 20.2 Filter Room

06/28/16 7.4 17.2 0.30 0.06 0.01 Below MDL 14.4 Filter Room

07/20/16 7.4 18.6 0.20 0.07 0.01 Below MDL 14.5 Filter Room

08/23/16 7.3 21.2 0.30 0.08 0.02 Below MDL 12.8 Filter Room

09/20/16 7.4 19.8 0.20 0.09 0.02 Below MDL 6.2 Filter Room

10/18/16 7.2 17.6 0.40 0.01 0.01 Below MDL 17.7 Filter Room

11/16/16 7.4 14.9 0.10 0.03 0.01 Below MDL 36.3 Filter Room

12/13/16 7.4 10.2 0.20 0.06 0.01 Below MDL 48.0 Filter Room

01/17/17 7.1 6.5 0.50 0.09 0.01 Below MDL 48.6 Filter Room

02/22/17 7.5 4.9 0.60 0.02 0.01 Below MDL 47.3 Filter Room

03/23/17 7.6 9.0 0.40 0.05 0.00 Below MDL 44.4 Filter Room

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.7 * 0.27 0.50 0.03 not sampled 9.3 Spigot *temp reading inaccurate

07/21/14 6.8 17.5 0.50 1.00 0.05 Below MDL not sampled Spigot

08/04/14 6.8 17.8 0.04 1.50 0.04 3.0 4.9 Spigot

08/25/14 6.9 18.1 0.40 1.60 0.06 1.0 3.7 Spigot

09/09/14 6.8 18.8 0.30 1.30 0.06 Below MDL 3.7 Spigot

09/23/14 7.0 18.3 0.20 1.60 0.07 Below MDL 3.5 Spigot

10/07/14 7.0 16.8 0.20 2.10 0.08 Below MDL 2.9 Spigot

12/17/14 7.2 10.0 0.00 1.90 0.06 Below MDL 3.9 Spigot

01/21/15 7.2 8.8 0.00 0.40 0.02 Below MDL 15.3 Spigot

02/23/15 Not Sampled

03/23/15 7.3 5.9 0.00 0.50 0.03 Below MDL 6.1 Spigot

04/15/15 7.2 8.0 0.20 0.42 0.02 Below MDL 6.6 Spigot

05/20/15 7.2 14.6 0.30 0.34 0.06 Below MDL 5.8 Spigot

06/16/15 7.1 15.9 0.40 0.61 0.03 Below MDL 13.9 Spigot

07/21/15 7.4 18.4 0.30 0.44 0.04 Below MDL 4.5 Spigot

08/11/15 7.3 19.1 0.40 0.44 0.04 Below MDL 4.8 Spigot

09/02/15 7.4 22.2 0.30 0.42 0.04 Below MDL 16.3 Spigot

10/20/15 7.4 16.7 0.10 0.51 0.01 Below MDL 22.4 Spigot

11/23/15 7.6 12.8 0.20 0.67 0.05 Below MDL 22.2 Spigot

12/16/15 7.8 13.5 0.20 0.44 0.04 Below MDL 24.2 Spigot

01/22/16 7.4 7.8 0.20 0.25 0.03 Below MDL 19.3 Tap @ Meter Spigot Off; Sampled #10

02/24/16 7.4 8.6 0.10 0.12 0.03 Below MDL 13.6 Spigot

03/24/16 7.7 9.8 0.20 0.22 0.02 Below MDL 17.7 Spigot

04/27/16 7.7 10.8 0.20 0.03 0.02 Below MDL 18.3 Spigot

05/25/16 7.9 13.1 0.30 0.11 0.01 Below MDL 20.0 Spigot

06/28/16 7.5 17.6 0.20 0.16 0.03 Below MDL 14.3 Spigot

07/19/16 7.5 18.2 0.20 0.16 0.02 Below MDL 14.4 Spigot

08/23/16 7.2 20.6 0.20 0.09 0.02 Below MDL 12.5 Spigot

09/20/16 7.4 19.4 0.20 0.15 0.02 Below MDL 5.3 Spigot

10/18/16 7.3 17.5 0.30 0.14 0.03 Below MDL 18.0 Spigot

11/17/16 7.6 15.3 0.10 0.10 0.00 Below MDL 36.5 Spigot

12/13/16 7.4 9.6 0.20 0.10 0.01 Below MDL 48.3 Spigot

01/18/17 7.3 5.3 0.10 0.08 0.00 Below MDL 48.2 Spigot

02/22/17 7.5 4.8 0.10 0.03 0.01 Below MDL 47.5 Spigot

03/23/17 7.6 7.0 0.20 0.00 0.00 Below MDL 44.6 Spigot

Sample No. 10 7 Belleau Woods Way Residential Customer on 8-inch DICL Dead End

Sample No. 9 1 Patriot Way Longview Apartment Complex on 12-inch DICL Loop



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.6 * 0.10 0.22 0.03 not sampled 5.2 Spigot *temp reading inaccurate

07/21/14 6.8 15.8 0.40 0.30 0.03 Below MDL not sampled Spigot

08/04/14 6.8 16.9 0.03 0.21 0.03 1.0 5.3 Spigot

08/25/14 6.9 16.2 0.70 0.40 0.05 2.0 4.1 Spigot

09/09/14 7.2 14.9 0.10 0.50 0.05 Below MDL 3.8 Spigot

09/23/14 6.7 14.6 0.00 0.66 0.06 Below MDL 3.8 Spigot

10/07/14 6.8 14.0 0.40 0.70 0.05 2.0 3.3 Spigot

12/17/14 7.0 9.7 0.60 0.67 0.05 Below MDL 4.6 Sink

01/21/15 7.2 9.2 0.10 0.07 0.02 Below MDL 16.2 Sink

02/23/15 6.9 8.4 0.10 0.01 0.03 1.0 17.5 Sink

03/23/15 7.1 6.5 0.10 0.22 0.02 Below MDL 6.5 Sink

04/15/15 7.2 7.5 0.20 0.24 0.02 Below MDL 7.0 Spigot

05/20/15 7.1 12.3 0.20 0.12 0.03 Below MDL 6.0 Spigot

06/16/15 7.1 14.1 0.30 0.31 0.02 Below MDL 14.2 Spigot

07/21/15 7.3 17.6 0.10 0.13 0.03 Below MDL 4.6 Spigot

08/11/15 7.3 18.2 0.20 0.07 0.04 Below MDL 4.9 Spigot

09/02/15 7.4 21.3 0.20 0.11 0.04 Below MDL 16.3 Spigot

10/20/15 7.2 15.2 0.20 0.10 0.00 Below MDL 23.2 Spigot

11/23/15 7.4 13.7 0.20 0.12 0.04 Below MDL 22.9 Spigot

12/16/15 7.6 12.6 0.10 0.10 0.02 Below MDL 24.7 Spigot

01/19/16 7.5 9.2 0.20 0.06 0.02 Below MDL 20.4 Spigot

02/24/16 7.3 9.2 0.20 0.08 0.02 Below MDL 14.0 Spigot

03/24/16 7.6 10.7 0.20 0.12 0.02 Below MDL 18.2 Spigot

04/27/16 7.6 11.0 0.20 0.05 0.02 Below MDL 18.8 Spigot

05/25/16 7.7 13.7 0.30 0.03 0.00 Below MDL 20.7 Spigot

06/28/16 7.5 15.7 0.30 0.10 0.02 Below MDL 14.1 Spigot

07/19/16 7.4 17.6 0.30 0.14 0.00 Below MDL 14.4 Spigot

08/23/16 7.2 18.0 0.20 0.10 0.02 Below MDL 12.4 Spigot

09/20/16 7.3 17.2 0.20 0.09 0.02 Below MDL 5.6 Spigot

10/18/16 7.3 15.6 0.30 0.18 0.02 Below MDL 18.7 Spigot

11/17/16 7.4 13.6 0.20 0.10 0.02 Below MDL 36.1 Spigot

12/13/16 7.3 10.0 0.20 0.08 0.01 Below MDL 49.8 Spigot

01/17/17 7.2 5.6 0.20 0.06 0.01 Below MDL 48.2 Spigot

02/22/17 7.4 5.4 0.10 0.00 0.01 Below MDL 47.2 Spigot

03/22/17 7.3 5.6 0.10 0.03 0.01 Below MDL 44.3 Spigot

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 7.0 16.2 0.08 0.02 0.02 Not Sampled Not Sampled Spigot

07/21/14 7.0 16.5 1.20 0.06 0.02 Not Sampled Not Sampled Spigot

08/05/14 7.0 17.4 0.60 0.02 0.01 Not Sampled Not Sampled Spigot

08/26/14 6.9 17.5 0.40 0.00 0.03 Not Sampled Not Sampled Spigot

09/10/14 7.0 17.0 0.30 0.00 0.02 Not Sampled Not Sampled Spigot

09/22/14 7.1 16.7 0.50 0.80 0.06 Not Sampled Not Sampled Spigot

10/06/14 7.0 15.9 0.30 0.10 0.03 Not Sampled Not Sampled Spigot

12/17/14 7.2 9.3 0.70 0.15 0.01 Not Sampled Not Sampled Sink

01/22/15 7.2 8.1 0.10 0.00 0.00 Not Sampled Not Sampled Spigot

02/19/15 6.9 8.9 0.30 0.00 0.03 Not Sampled Not Sampled Sink

03/24/15 7.1 7.7 0.30 0.12 0.00 Not Sampled Not Sampled Spigot

04/15/15 7.2 9.8 0.40 0.10 0.01 Not Sampled Not Sampled Spigot

05/20/15 7.1 12.8 0.40 0.04 0.00 Not Sampled Not Sampled Spigot

06/15/15 6.7 15.4 0.40 0.03 0.01 Not Sampled Not Sampled Spigot

07/21/15 7.4 19.3 0.60 0.05 0.01 Not Sampled Not Sampled Spigot

08/10/15 7.3 19.7 0.40 0.01 0.01 Not Sampled Not Sampled Spigot

09/03/15 7.3 21.6 0.50 0.03 0.01 Not Sampled Not Sampled Spigot

10/19/15 7.3 17.4 0.30 0.19 0.08 Not Sampled Not Sampled Spigot

11/23/15 7.5 15.2 0.60 0.04 0.02 Not Sampled Not Sampled Spigot

12/16/15 7.7 13.3 0.30 0.04 0.01 Not Sampled Not Sampled Spigot

01/19/16 7.5 11.6 0.30 0.02 0.01 Not Sampled Not Sampled Spigot

02/24/16 7.5 8.9 0.40 0.01 0.02 Not Sampled Not Sampled Spigot

03/24/16 7.5 11.2 0.30 0.05 0.02 Not Sampled Not Sampled Spigot

04/26/16 7.6 11.4 0.40 0.08 0.05 Not Sampled Not Sampled Spigot

05/26/16 7.7 13.8 0.50 0.04 0.00 Not Sampled Not Sampled Spigot

06/29/16 7.3 16.9 0.50 0.04 0.01 Not Sampled Not Sampled Spigot

07/19/16 7.4 22.2 0.40 0.06 0.01 Not Sampled Not Sampled Spigot

08/24/16 7.5 20.3 0.20 0.09 0.04 Not Sampled Not Sampled Spigot

09/21/16 7.3 19.8 0.50 0.02 0.00 Not Sampled Not Sampled Spigot

10/19/16 7.2 17.7 0.40 0.07 0.03 Not Sampled Not Sampled Spigot

11/16/16 7.1 12.4 0.30 0.04 0.01 Not Sampled Not Sampled Spigot

12/13/16 7.3 11.3 0.70 0.05 0.02 Not Sampled Not Sampled Spigot

01/18/17 7.3 5.6 0.60 0.05 0.00 Not Sampled Not Sampled Spigot

02/23/17 7.5 5.6 0.80 0.03 0.01 Not Sampled Not Sampled Spigot

03/23/17 7.5 6.3 0.70 0.05 0.02 Not Sampled Not Sampled Spigot

Sample No. 12 31 Jewett Street Residential Customer on 10-inch CICL Loop

Sample No. 11 7 Parish Road Residential Customer on 8-inch DICL Dead End



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 6.9 22.0 0.40 0.07 0.04 Not Sampled Not Sampled Spigot

07/21/14 7.0 16.0 0.40 0.12 0.04 Not Sampled Not Sampled Spigot

08/05/14 7.0 16.8 0.70 0.23 0.06 Not Sampled Not Sampled Spigot

08/26/14 7.0 16.3 0.20 0.26 0.06 Not Sampled Not Sampled Spigot

09/10/14 7.2 16.5 0.30 0.23 0.06 Not Sampled Not Sampled Spigot

09/22/14 7.2 15.9 0.30 0.40 0.10 Not Sampled Not Sampled Spigot

10/06/14 7.2 15.0 0.30 0.30 0.10 Not Sampled Not Sampled Spigot

12/17/14 7.1 7.3 0.00 0.24 0.03 Not Sampled Not Sampled Spigot

01/22/15 7.2 9.2 0.00 0.02 0.10 Not Sampled Not Sampled Spigot

02/19/15 6.8 10.6 0.40 0.07 0.02 Not Sampled Not Sampled Spigot

03/23/15 7.1 6.6 0.00 0.04 0.01 Not Sampled Not Sampled Spigot

04/15/15 7.2 8.2 0.00 0.10 0.01 Not Sampled Not Sampled Spigot

05/20/15 7.2 12.6 0.20 0.16 0.01 Not Sampled Not Sampled Spigot

06/15/15 6.9 15.0 0.40 0.10 0.02 Not Sampled Not Sampled Spigot

07/21/15 7.6 18.2 0.30 0.08 0.03 Not Sampled Not Sampled Spigot

08/10/15 7.4 19.6 0.20 0.08 0.04 Not Sampled Not Sampled Spigot

09/03/15 7.5 20.7 0.40 0.03 0.02 Not Sampled Not Sampled Spigot

10/19/15 7.7 17.2 0.20 0.06 0.03 Not Sampled Not Sampled Spigot

11/24/15 7.6 13.0 0.00 0.04 0.05 Not Sampled Not Sampled Spigot

12/16/15 7.7 12.1 0.10 0.13 0.03 Not Sampled Not Sampled Spigot

01/19/16 7.5 8.9 0.10 0.03 0.02 Not Sampled Not Sampled Spigot

02/24/16 7.6 8.8 0.30 0.06 0.02 Not Sampled Not Sampled Spigot

03/24/16 7.8 10.0 0.20 0.05 0.01 Not Sampled Not Sampled Spigot

04/27/16 7.8 11.8 0.40 0.07 0.02 Not Sampled Not Sampled Spigot

05/25/16 8.0 13.7 0.20 0.00 0.00 Not Sampled Not Sampled Spigot

06/29/16 7.4 17.6 0.20 0.09 0.01 Not Sampled Not Sampled Spigot

07/20/16 7.6 17.0 0.20 0.04 0.01 Not Sampled Not Sampled Spigot

08/24/16 7.6 21.4 0.20 0.05 0.02 Not Sampled Not Sampled Spigot

09/21/16 7.5 19.6 0.30 0.03 0.00 Not Sampled Not Sampled Spigot

10/19/16 7.4 17.0 0.30 0.04 0.02 Not Sampled Not Sampled Spigot

11/16/16 7.6 14.5 0.30 0.05 0.01 Not Sampled Not Sampled Spigot

12/13/16 7.4 12.7 0.20 0.04 0.00 Not Sampled Not Sampled Spigot

01/18/17 7.4 5.3 0.10 0.04 0.00 Not Sampled Not Sampled Spigot

02/23/17 7.5 4.7 0.10 0.05 0.02 Not Sampled Not Sampled Spigot

03/23/17 7.5 5.3 0.10 0.03 0.01 Not Sampled Not Sampled Spigot

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.7 * 0.03 0.01 0.01 not sampled 16.6 Kitchen Sink *temp reading inaccurate

07/22/14 6.7 18.2 0.00 0.04 0.02 Below MDL not sampled Kitchen Sink

08/05/14 * * * * * 2.0 5.6 Kitchen Sink *data not recorded

08/25/14 7.0 18.5 0.20 0.10 0.09 2.0 4.4 Kitchen Sink

09/09/14 7.0 19.5 0.10 0.10 0.04 Below MDL 4.0 Kitchen Sink

09/23/14 7.0 17.7 0.10 0.09 0.05 Below MDL 4.1 Kitchen Sink

10/07/14 7.0 16.7 0.10 0.30 0.04 2.0 3.7 Kitchen Sink

12/17/14 6.7 8.2 0.00 0.09 0.04 Below MDL 5.1 Kitchen Sink

01/22/15 6.9 8.8 0.20 0.01 0.01 Below MDL 16.8 Kitchen Sink

02/23/15 6.7 4.5 0.20 0.04 0.01 1.0 19.2 Kitchen Sink

03/23/15 * * * 0.01 0.00 Below MDL 6.6 Kitchen Sink *data not recorded

04/15/15 6.9 5.8 0.20 0.06 0.01 Below MDL 7.4 Kitchen Sink

05/19/15 6.9 12.2 0.21 0.08 0.01 Below MDL 6.2 Kitchen Sink

06/15/15 6.8 14.9 0.10 0.11 0.01 Below MDL 14.5 Kitchen Sink

07/21/15 7.3 17.9 0.10 0.14 0.02 Below MDL 4.7 Kitchen Sink

08/11/15 7.3 22.1 0.00 0.03 0.03 Below MDL 5.0 Kitchen Sink

09/02/15 7.3 22.4 0.10 0.05 0.04 Below MDL 16.9 Kitchen Sink

10/20/15 7.2 15.6 0.30 * * Below MDL 23.6 Kitchen Sink *data not recorded

11/23/15 7.5 14.0 0.10 0.01 0.04 Below MDL 23.3 Kitchen Sink

12/15/15 7.4 10.2 0.10 0.03 0.03 Below MDL 25.0 Kitchen Sink

01/20/16 7.4 9.2 0.20 0.02 0.02 Below MDL 21.2 Kitchen Sink

02/23/16 7.4 8.5 0.20 0.03 0.02 Below MDL 14.2 Kitchen Sink

03/23/16 7.6 10.7 0.30 0.03 0.01 Below MDL 18.5 Kitchen Sink

04/27/16 7.6 12.0 0.60 0.08 0.04 Below MDL 19.0 Kitchen Sink

05/24/16 7.5 14.1 0.40 0.04 0.02 Below MDL 20.2 Kitchen Sink

06/28/16 7.3 18.2 0.40 0.01 0.01 Below MDL 14.4 Kitchen Sink

07/20/16 7.2 18.5 0.40 0.03 0.01 Below MDL 14.5 Kitchen Sink

08/23/16 7.1 19.5 0.30 0.04 0.01 Below MDL 12.7 Kitchen Sink

09/20/16 7.3 19.1 0.30 0.03 0.01 Below MDL 5.8 Kitchen Sink

10/18/16 7.3 18.0 0.20 0.08 0.00 Below MDL 18.9 Kitchen Sink

11/16/16 7.3 14.6 0.30 0.07 0.01 Below MDL 38.4 Kitchen Sink

12/13/16 7.3 11.3 0.40 0.03 0.01 Below MDL 50.0 Kitchen Sink

01/17/17 7.2 5.8 0.60 0.03 0.00 Below MDL 48.4 Kitchen Sink

02/22/17 7.5 4.9 0.70 0.04 0.01 Below MDL 47.0 Kitchen Sink

03/23/17 7.5 8.5 0.30 0.07 0.02 Below MDL 44.4 Kitchen Sink

Sample No. 14 North Street Erie 4 Fire Station on 10-inch DICL Loop

Sample No. 13 22 Wells Avenue Residential Customer on 8-inch DICL Dead End



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 6.8 16.5 0.70 0.15 0.06 Not Sampled Not Sampled Spigot

07/21/14 7.4 20.0 0.30 0.40 0.05 Not Sampled Not Sampled Spigot

08/05/14 7.1 17.1 0.30 0.17 0.09 Not Sampled Not Sampled Spigot

08/26/14 7.0 16.6 0.80 0.04 0.09 Not Sampled Not Sampled Spigot

09/10/14 7.1 16.8 0.40 0.20 0.10 Not Sampled Not Sampled Spigot

09/23/14 * * * * * Not Sampled Not Sampled Spigot *no samples collected/water off

10/06/14 * * * * * Not Sampled Not Sampled Spigot *no samples collected/water off

12/17/14 6.8 8.6 0.10 0.07 0.09 Not Sampled Not Sampled Sink

01/22/15 6.9 12.9 0.20 0.01 0.00 Not Sampled Not Sampled Sink

02/23/15 Not Sampled; Owners on Vacation

03/25/15 7.1 13.1 0.10 0.02 0.01 Not Sampled Not Sampled Sink

04/15/15 7.2 14.2 0.10 0.15 0.00 Not Sampled Not Sampled Spigot

05/20/15 7.3 13.8 0.20 0.09 0.03 Not Sampled Not Sampled Spigot

06/15/15 6.8 15.1 0.30 0.10 0.03 Not Sampled Not Sampled Spigot

07/20/15 7.8 23.1 0.20 0.06 0.02 Not Sampled Not Sampled Spigot

08/10/15 7.3 19.4 0.30 0.10 0.05 Not Sampled Not Sampled Spigot

09/03/15 7.6 22.9 0.20 0.06 0.06 Not Sampled Not Sampled Spigot

10/22/15 7.3 16.9 0.30 0.05 0.02 Not Sampled Not Sampled Spigot

11/24/15 7.4 16.1 0.10 0.06 0.05 Not Sampled Not Sampled Spigot

12/17/15 7.7 15.5 0.20 0.04 0.02 Not Sampled Not Sampled Kitchen Sink

01/21/16 7.6 8.9 0.20 0.02 0.02 Not Sampled Not Sampled Kitchen Sink

02/24/16 7.5 11.9 0.20 0.01 0.03 Not Sampled Not Sampled Kitchen Sink

03/23/16 7.5 10.5 0.20 0.08 0.02 Not Sampled Not Sampled Kitchen Sink

04/28/16 7.7 12.2 0.30 0.06 0.02 Not Sampled Not Sampled Spigot

05/25/16 7.7 13.6 0.40 0.01 0.01 Not Sampled Not Sampled Spigot

06/28/16 7.4 17.9 0.40 0.05 0.01 Not Sampled Not Sampled Spigot

07/20/16 7.5 17.8 0.20 0.03 0.01 Not Sampled Not Sampled Spigot

08/24/16 7.5 21.8 0.10 0.09 0.03 Not Sampled Not Sampled Kitchen Sink

09/21/16 7.3 19.3 0.30 0.05 0.02 Not Sampled Not Sampled Kitchen Sink

10/19/16 7.3 20.0 0.20 0.04 0.02 Not Sampled Not Sampled Spigot

11/16/16 Spigot Off; Called Owner for Inside Sampling

12/15/16 7.3 14.2 0.20 0.05 0.01 Not Sampled Not Sampled Kitchen Sink

01/18/17 7.1 7.7 0.30 0.02 0.00 Not Sampled Not Sampled Kitchen Sink

02/23/17 7.4 6.4 0.10 0.03 0.01 Not Sampled Not Sampled Kitchen Sink

03/22/17 7.4 5.7 0.10 0.08 0.01 Not Sampled Not Sampled Kitchen Sink

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/01/14 6.9 * 0.06 0.72 0.04 not sampled 4.9 Spigot *temp reading inaccurate

07/22/14 6.8 18.3 0.40 0.45 0.06 4.0 not sampled Spigot

08/04/14 6.8 18.5 0.20 2.20 0.07 1.0 4.7 Spigot

08/25/14 7.0 18.2 0.40 2.70 0.04 1.0 3.2 Spigot

09/09/14 6.9 18.4 0.10 2.60 0.08 Below MDL 3.1 Spigot

09/23/14 7.1 18.4 0.10 2.10 0.09 2.0 3.5 Spigot

10/07/14 7.0 17.1 0.20 3.00 0.10 2.0 2.8 Spigot

12/17/14 6.9 9.4 0.00 2.55 0.08 2.0 4.1 Kitchen Sink

01/23/15 7.1 10.5 0.10 0.10 0.02 Below MDL 17.9 Kitchen Sink

02/23/15 7.2 9.4 0.20 0.40 0.03 1.0 17.4 Kitchen Sink

03/26/15 7.2 9.8 0.00 0.50 0.04 Below MDL 6.6 Kitchen Sink

04/15/15 7.2 8.6 0.80 0.72 0.02 Below MDL 6.7 Spigot

05/20/15 7.2 12.9 0.30 0.73 0.03 Below MDL 5.7 Spigot

06/16/15 6.9 16.4 0.20 0.65 0.03 Below MDL 13.7 Spigot

07/21/15 7.3 18.9 0.10 0.46 0.03 Below MDL 4.4 Spigot

08/11/15 7.2 19.5 0.30 0.66 0.04 Below MDL 4.7 Spigot

09/02/15 7.4 22.5 0.40 0.51 0.03 Below MDL 16.9 Spigot

10/20/15 7.5 14.8 0.10 0.44 0.00 Below MDL 22.8 Spigot

12/08/15 7.4 15.0 0.20 0.40 0.04 Not Sampled Not Sampled Spigot Spigot Off; Owner in Hospital; Sampled #10

12/17/15 7.6 15.4 0.20 0.17 0.02 Below MDL 24.0 Kitchen Sink

01/19/16 7.5 14.4 0.20 0.20 0.02 Below MDL 21.2 Kitchen Sink

02/25/16 7.5 10.0 0.20 0.21 0.03 Below MDL 13.9 Kitchen Sink

03/24/16 7.6 12.9 0.30 0.33 0.02 Below MDL 18.4 Kitchen Sink

04/27/16 7.7 12.0 0.30 0.09 0.03 Below MDL 18.2 Spigot

05/25/16 7.8 13.8 0.20 0.05 0.01 Below MDL 20.0 Spigot

06/28/16 7.5 18.5 0.30 0.20 0.02 Below MDL 14.3 Spigot

07/20/16 7.4 19.0 0.30 0.28 0.02 Below MDL 14.1 Spigot

08/23/16 7.2 20.2 0.30 0.31 0.03 Below MDL 12.1 Spigot

09/20/16 7.5 20.4 0.30 0.80 0.01 Below MDL 5.2 Spigot Resampled 09/24/16; Fe = 0.36 mg/l.

10/18/16 7.5 17.8 0.20 0.20 0.01 Below MDL 17.6 Spigot

11/17/16 7.4 14.8 0.30 0.17 0.01 Below MDL 38.7 Spigot

12/15/16 7.4 13.4 0.20 0.27 0.02 Below MDL 50.2 Spigot

01/19/17 7.3 7.4 0.30 0.17 0.00 Below MDL 48.2 Kitchen Sink

02/23/17 7.5 6.5 0.60 0.06 0.01 Below MDL 47.0 Kitchen Sink

03/23/17 7.6 13.0 0.20 0.06 0.00 Below MDL 44.3 Kitchen Sink

Sample No. 16 4 Prescott Lane Residential Customer on 8-inch DICL Dead End

Sample No. 15 100 Thurlow Street Residential Customer on 8-inch DICL Dead End



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 7.0 16.9 1.40 0.10 0.02 Not Sampled Not Sampled Spigot

07/21/14 6.9 17.2 0.60 0.08 0.01 Not Sampled Not Sampled Spigot

08/05/14 7.0 18.2 0.90 0.24 0.02 Not Sampled Not Sampled Spigot

08/26/14 7.0 17.8 0.80 0.05 0.03 Not Sampled Not Sampled Spigot

09/03/14 6.9 18.2 0.04 0.20 0.03 Not Sampled Not Sampled Spigot

09/22/14 6.8 17.4 0.00 0.10 0.04 Not Sampled Not Sampled Spigot

10/06/14 6.9 16.3 0.30 0.30 0.03 Not Sampled Not Sampled Spigot

12/17/14 7.0 9.4 0.10 0.40 0.04 Not Sampled Not Sampled Spigot

01/22/15 7.0 8.4 0.50 0.02 0.00 Not Sampled Not Sampled Spigot

02/19/15 6.8 8.3 0.20 0.08 0.04 Not Sampled Not Sampled Spigot

03/23/15 7.1 6.9 0.80 0.04 0.04 Not Sampled Not Sampled Spigot

04/15/15 7.1 9.2 0.08 0.07 0.02 Not Sampled Not Sampled Spigot

05/20/15 7.3 12.6 0.60 0.11 0.01 Not Sampled Not Sampled Spigot

06/15/15 6.9 15.1 0.60 0.04 0.00 Not Sampled Not Sampled Spigot

07/20/15 7.9 17.6 0.70 0.07 0.02 Not Sampled Not Sampled Spigot

08/10/15 7.3 19.7 0.40 0.05 0.01 Not Sampled Not Sampled Spigot

09/03/15 7.3 21.3 0.50 0.01 0.00 Not Sampled Not Sampled Spigot

10/19/15 7.2 16.8 0.30 0.13 0.05 Not Sampled Not Sampled Spigot

11/24/15 7.4 13.5 0.20 0.01 0.02 Not Sampled Not Sampled Spigot

12/16/15 7.6 14.5 0.50 0.09 0.02 Not Sampled Not Sampled Spigot

01/21/16 7.5 10.2 0.40 0.09 0.02 Not Sampled Not Sampled Kitchen Sink

02/27/16 7.7 14.4 0.20 0.06 0.03 Not Sampled Not Sampled Kitchen Sink

03/24/16 7.6 12.8 0.40 0.08 0.02 Not Sampled Not Sampled Kitchen Sink

05/03/16 7.7 15.6 0.20 0.00 0.02 Not Sampled Not Sampled Kitchen Sink

05/26/16 7.7 14.7 0.90 0.04 0.00 Not Sampled Not Sampled Kitchen Sink

06/29/16 7.3 17.1 0.80 0.03 0.01 Not Sampled Not Sampled Kitchen Sink

07/19/16 7.4 23.2 0.40 0.04 0.01 Not Sampled Not Sampled Kitchen Sink

08/24/16 7.5 22.1 0.20 0.03 0.02 Not Sampled Not Sampled Kitchen Sink

09/21/16 7.4 20.0 0.60 0.02 0.00 Not Sampled Not Sampled Kitchen Sink

10/19/16 7.2 16.8 0.50 0.08 0.01 Not Sampled Not Sampled Kitchen Sink

11/16/16 7.2 12.2 0.70 0.02 0.00 Not Sampled Not Sampled Spigot

12/14/16 7.3 12.7 0.40 0.06 0.01 Not Sampled Not Sampled Spigot

01/18/17 7.2 5.4 0.10 0.05 0.01 Not Sampled Not Sampled Spigot

02/21/17 7.5 5.0 0.90 0.01 0.01 Not Sampled Not Sampled Spigot

03/22/17 7.5 6.4 0.90 0.01 0.00 Not Sampled Not Sampled Spigot

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 6.7 17.1 1.40 0.02 0.02 Not Sampled Not Sampled Spigot

07/21/14 7.0 17.6 0.30 0.03 0.01 Not Sampled Not Sampled Spigot

08/05/14 6.7 18.0 0.40 0.16 0.04 Not Sampled Not Sampled Spigot

08/25/14 6.8 18.1 0.80 0.01 0.03 Not Sampled Not Sampled Spigot

09/10/14 7.0 16.8 0.80 0.00 0.01 Not Sampled Not Sampled Spigot

09/22/14 7.0 16.9 1.00 0.03 0.05 Not Sampled Not Sampled Spigot

10/06/14 6.8 15.1 0.60 0.04 0.04 Not Sampled Not Sampled Spigot

12/18/14 6.9 13.0 0.20 0.09 0.01 Not Sampled Not Sampled Kitchen Sink

01/22/15 6.9 10.1 0.40 0.00 0.00 Not Sampled Not Sampled Kitchen Sink

02/19/15 7.0 10.0 0.50 0.06 0.02 Not Sampled Not Sampled Kitchen Sink

03/23/15 7.3 6.5 1.40 0.13 0.03 Not Sampled Not Sampled Spigot

04/15/15 7.1 7.4 1.40 0.05 0.02 Not Sampled Not Sampled Spigot

05/20/15 7.1 11.4 0.80 0.00 0.00 Not Sampled Not Sampled Spigot

06/15/15 6.8 14.7 0.60 0.14 0.00 Not Sampled Not Sampled Spigot

07/20/15 7.6 18.6 1.00 0.04 0.02 Not Sampled Not Sampled Spigot

08/10/15 7.2 19.1 0.70 0.01 0.00 Not Sampled Not Sampled Spigot

09/03/15 7.3 20.8 0.40 0.00 0.00 Not Sampled Not Sampled Spigot

10/19/15 7.4 14.1 0.20 0.05 0.00 Not Sampled Not Sampled Spigot

11/24/15 7.5 13.1 0.30 0.02 0.03 Not Sampled Not Sampled Spigot

12/16/15 7.6 12.7 0.60 0.08 0.02 Not Sampled Not Sampled Spigot

01/19/16 7.5 9.0 0.70 0.05 0.03 Not Sampled Not Sampled Spigot

02/24/16 7.4 7.7 0.80 0.00 0.02 Not Sampled Not Sampled Spigot

03/24/16 7.6 9.8 1.00 0.10 0.03 Not Sampled Not Sampled Spigot

04/27/16 7.7 10.7 1.00 0.02 0.02 Not Sampled Not Sampled Spigot

05/25/16 7.8 13.9 1.20 0.00 0.00 Not Sampled Not Sampled Spigot

06/29/16 7.4 16.8 1.00 0.07 0.02 Not Sampled Not Sampled Spigot

07/19/16 7.4 22.8 0.90 0.08 0.02 Not Sampled Not Sampled Spigot

08/23/16 7.4 21.6 0.80 0.07 0.02 Not Sampled Not Sampled Spigot

09/20/16 7.4 18.8 1.10 0.00 0.00 Not Sampled Not Sampled Spigot

10/18/16 7.2 16.2 0.90 0.01 0.00 Not Sampled Not Sampled Spigot

11/16/16 7.4 14.4 1.30 0.04 0.01 Not Sampled Not Sampled Spigot

12/13/16 7.3 12.1 1.00 0.03 0.01 Not Sampled Not Sampled Spigot

01/19/17 7.3 9.8 1.40 0.04 0.00 Not Sampled Not Sampled Kitchen Sink

02/23/17 7.5 4.2 1.30 0.10 0.05 Not Sampled Not Sampled Spigot

03/22/17 7.5 6.2 1.10 0.05 0.01 Not Sampled Not Sampled Spigot

Sample No. 18 9 Old Jacobs Road Residential Customer on 6-inch CICL Dead End

Sample No. 17 1 High Street Residential Customer on 6-inch CICL Loop



2014-2017 Townwide Baseline Sampling

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 Not Sampled; Added Location Late

07/21/14 Not Sampled; Added Location Late

08/05/14 Not Sampled; Added Location Late

08/25/14 Not Sampled; Added Location Late

09/10/14 Not Sampled; Added Location Late

09/22/14 7.0 16.7 0.20 0.01 0.02 Not Sampled Not Sampled Spigot

10/06/14 7.0 15.4 0.30 0.30 0.04 Not Sampled Not Sampled Kitchen Sink

12/19/14 7.1 18.5 0.60 0.40 0.07 Not Sampled Not Sampled Kitchen Sink

01/23/15 7.2 10.0 0.20 0.00 0.00 Not Sampled Not Sampled Kitchen Sink

02/20/15 7.2 13.3 0.40 0.09 0.01 Not Sampled Not Sampled Kitchen Sink

03/27/15 7.2 9.4 0.30 0.20 0.01 Not Sampled Not Sampled Kitchen Sink

04/20/15 7.3 11.7 0.80 0.06 0.03 Not Sampled Not Sampled Spigot

05/20/15 7.3 12.8 0.50 0.03 0.00 Below MDL 6.3 Spigot

06/15/15 7.1 13.9 0.50 0.15 0.01 Below MDL 14.0 Spigot

07/21/15 7.5 18.1 0.70 0.11 0.02 Below MDL 4.7 Spigot

08/11/15 7.4 18.4 0.40 0.09 0.02 Below MDL 5.0 Spigot

09/02/15 7.3 21.8 0.30 0.07 0.02 Below MDL 17.1 Spigot

10/20/15 7.4 16.8 0.20 0.02 0.00 Below MDL 23.2 Spigot

11/20/15 7.3 15.2 0.20 0.07 0.01 Below MDL 23.2 Kitchen Sink

12/16/15 7.7 12.0 0.30 0.05 0.02 Below MDL 24.8 Spigot

01/22/16 7.5 12.7 0.20 0.04 0.01 Below MDL 20.1 Kitchen Sink

02/25/16 7.4 9.8 0.20 0.06 0.02 Below MDL 14.3 Spigot

03/23/16 7.6 11.4 0.40 0.03 0.02 Below MDL 18.3 Spigot

04/27/16 7.7 11.8 0.50 0.03 0.02 Below MDL 18.4 Spigot

05/25/16 7.8 12.9 0.50 0.02 0.01 Below MDL 20.4 Spigot

06/28/16 7.3 17.7 0.50 0.10 0.03 Below MDL 14.3 Spigot 07/07/16; Fe = 0.02 mg/l; Mn = 0.01 mg/l

07/20/16 7.3 17.0 0.40 0.08 0.02 Below MDL 14.4 Spigot

08/23/16 7.2 18.8 0.40 0.07 0.02 Below MDL 12.5 Spigot

09/20/16 7.4 19.0 0.40 0.06 0.00 Below MDL 5.9 Spigot

10/18/16 7.3 16.8 0.60 0.08 0.01 Below MDL 19.2 Spigot

11/16/16 7.4 14.8 0.50 0.04 0.01 Below MDL 37.8 Spigot

12/13/16 7.3 10.9 0.60 0.05 0.02 Below MDL 50.2 Spigot

01/18/17 7.3 7.9 0.60 0.04 0.00 Below MDL 48.5 Spigot

02/22/17 7.5 5.5 0.90 0.03 0.01 Below MDL 47.0 Spigot

03/23/17 7.5 11.5 0.50 0.00 0.00 Below MDL 44.1 Spigot

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/02/14 Not Sampled; Added Location Late

04/20/15 Not Sampled; Added Location Late

05/20/15 7.1 14.2 0.60 0.04 0.01 Below MDL 6.1 Spigot Outside Spigot (Before House Filter)

06/16/15 7.1 16.3 0.20 0.05 0.00 Below MDL 13.3 Spigot Outside Spigot (Before House Filter)

07/21/15 7.4 20.0 0.30 0.06 0.02 Below MDL 4.6 Spigot Outside Spigot (Before House Filter)

08/11/15 7.3 21.2 0.50 0.04 0.02 Below MDL 5.0 Spigot Outside Spigot (Before House Filter)

09/02/15 7.3 22.1 0.30 0.03 0.01 Below MDL 16.7 Spigot Outside Spigot (Before House Filter)

10/19/15 Not Sampled; Owners in Florida Until Spring

05/25/16 Not Sampled; Owners in Florida Until Spring

06/28/16 Not Sampled

Date pH Temp. Free Chlorine Iron Manganese Sulfide Sulfate Sample

Sampled (s.u.) (*C) (mg/l) (mg/l) (mg/l) (ug/l) (mg/l) Location Comments

07/08/16 0.16 0.07 Not Sampled Not Sampled Spigot WTP Finish Water: Fe = 0.06 mg/l; Mn = 0.05 mg/l

07/11/16 0.20 0.03 Not Sampled Not Sampled Spigot

07/19/16 7.4 20.1 0.50 0.12 0.03 Not Sampled Not Sampled Spigot

07/28/16 7.4 19.9 0.20 0.37 0.01 Not Sampled Not Sampled Spigot

08/03/16 7.4 19.4 0.30 0.14 0.02 Not Sampled Not Sampled Spigot

08/08/16 7.4 19.6 0.20 0.07 0.01 Not Sampled Not Sampled Spigot

08/24/16 7.4 20.5 0.10 0.10 0.03 Not Sampled Not Sampled Spigot

09/21/16 7.4 19.6 0.20 1.30 0.01 Not Sampled Not Sampled Spigot Resampled 09/24/16; Fe = 0.24 mg/l.

10/18/16 7.4 16.8 0.20 0.14 0.00 Not Sampled Not Sampled Spigot

11/16/16 7.1 12.5 0.30 0.03 0.01 Not Sampled Not Sampled Spigot

12/14/16 7.4 12.7 0.30 0.08 0.01 Not Sampled Not Sampled Spigot

01/18/17 7.1 7.0 1.10 0.02 0.00 Not Sampled Not Sampled Spigot

02/23/17 7.5 5.7 0.90 0.14 0.02 Not Sampled Not Sampled Spigot

03/21/17 7.4 7.1 1.00 0.08 0.01 Not Sampled Not Sampled Spigot

Sample No. 19 18 Pillsbury Lane Residential Customer on 8-inch DICL Loop

Sample No. 21 4 West Street Residential Customer on 8-inch CICL Loop

Sample No. 20 21 Larkspur Circle Residential Customer on 8-inch DICL Dead End (Parker River Landing; 55+ Housing off North Street)
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